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Executive Summary 

In an effort to better understand what actions the energy industry has taken in response to the 

2005 and 2008 hurricane seasons, the U.S. Department of Energy, Office of Electricity Delivery 

and Energy Reliability (DOE/OE) conducted research to identify specific industry efforts related 

to storm hardening and resiliency.  The resulting study focuses on the measures that refiners, 

petroleum product pipeline operators, and electric utilities in the Gulf Coast have taken to harden 

their assets and make energy supply to the Southeast more resilient.  A summary of the findings 

of energy industry hardening and resiliency activities is provided in Table ES-1. 

 

The effort is based on public information from Internet research and interviews with a small 

number of refiners, petroleum product pipelines operators, and electric utilities.  Discussions 

with the public utility commissions identified additional sources of information on storm 

hardening in extensive dockets.  OE also coordinated with the DOE Office of Fossil Energy and 

Policy Office, the Energy Information Administration, the Government Accounting Office, the 

U.S. Department of Transportation Pipeline and Hazardous Materials Safety Administration 

(PHMSA), and the Department of Homeland Securityôs Transportation Security Administration.  

A total of 14 energy companies were interviewed from February through April 2010.  The 

information gathered during the discussions is proprietary. Due to the Paperwork Reduction Act, 

OE was limited in the number of companies it could contact within each of the energy sub-

sectors. 

 

The study is focused on the segments of the energy industry that contribute most to the delivery 

of gasoline and diesel to the Southeast U.S.  Therefore, the focus is on hardening and resiliency 

efforts undertaken by refiners, pipeline operators, and electric utilities with transmission and 

distribution (T&D) assets.  It does not address hardening and resiliency efforts undertaken to 

support power generation, Gulf of Mexico offshore production, natural gas processing, industrial 

gas production, port operations, rail movements of ethanol and propane, or waterborne 

movements via tankers and barges.   

 

Hardening refers to physically changing the infrastructure to make it less susceptible to damage 

from extreme wind, flooding, or flying debris.  Hardening improves the durability and stability 

of energy infrastructure, making it better able to withstand the impacts of hurricanes and weather 

events without sustaining major damage.  Resiliency, by contrast, refers to the ability of an 

energy facility to recover quickly from damage to any of its components or to any of the external 

systems on which it depends.  Resiliency measures do not prevent damage; rather they enable 

energy systems to continue operating despite damage and/or promote a rapid return to normal 

operations when damages/outages do occur. 

 

A summary of hardening and resiliency actions reported by petroleum and electricity companies 

in the Gulf Coast and Southeast regions is included in this report.  It is intended to educate and 

inform, not to advocate a particular policy.  Energy companies will continue to make investments 

and pursue technological solutions for years to come in order to maintain energy sector 

hardening and resiliency. 
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Table ES-1. Summary Findings of Energy Hardening and Resiliency Activities 

Industry Activities 
Refineries/ 
Pipelines 

Electric 
T&D 

H
a
rd

e
n

in
g

 

F
lo

o
d

 

P
ro

te
c
ti

o
n

 

Building/strengthening berms, levees, and floodwalls V   

Elevating substations/control rooms/pump stations V V 

Relocating/constructing new lines and facilities V V 

W
in

d
 P

ro
te

c
ti

o
n

 

Securing cooling towers V   

Improving tank integrity V   

Protecting cabling V   

Protecting retail outlets V   

Upgrading damaged poles and structures   V 

Strengthening poles with guy wires   V 

Burying power lines underground   V 

M
o

d
e
rn

iz
a
ti

o
n

 

Upgrading electrical systems V  

Installing/utilizing cogeneration V  

Enhancing IT and telecommunications V  

Deploying sensors and control technology   V 

Installing asset databases/tools V V 

R
e
s
il
ie

n
c
y

 

G
e
n

e
ra

l 
R

e
a
d

in
e
s
s

 

Conducting hurricane preparedness planning and training V V 

Complying with inspection protocols V V 

Managing vegetation   V 

Participating in mutual assistance groups   V 

Improving employee communications and tracking V   

Installing redundant communications V   

Procuring mobile command vehicles V   

Purchasing/leasing portable generators V   

Pre-positioning and pre-wiring portable generators V   

Securing alternate sources of gas supplies V   

Purchasing or leasing mobile transformers and substations   V 

Procuring spare T&D equipment   V 

S
to

rm
-S

p
e

c
if

ic
 

R
e
a
d

in
e

s
s

 

Maintaining minimum tank volumes V   

Wrapping/protecting pumps and motors V  

Facilitating employee evacuation and reentry V V 

Coordinating priority restoration and waivers V   

Securing emergency fuel contracts   V 

Supplying logistics to staging areas     V 
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Petroleum Infrastructure Hardening 

Flood damage is the most common and costliest type of storm damage to petroleum 

infrastructure, and results in the longest disruption durations for refineries, pipelines, and 

terminals.  Refiners and pipeline operators harden their assets through flood protection, wind 

protection and modernization. 

 

Flood Protection 

Common flood protection structures such as floodwalls, levees, and berms may be built by either 

government or industry.  The U.S. Army Corps of Engineers (USACE) built a15-foot-high 

concrete floodwall that protects the BP, Marathon, and Valero refineries near Texas City, Texas.  

USACE also built the Mississippi River levee system, which provides flood protection to 15 feet 

for refineries located near New Orleans.  Refiners built the floodwalls along the Houston Ship 

Channel and around Pascagoula to contain a 100-year storm surge. One refiner reported that it 

has erected a 12-foot high, one-half-mile-long floodwall in 2004 for approximately $4 million. 

 

Elevating substations, control rooms, and pump stations above the likely flood level is another 

common hardening practice.  In many cases, facilities were elevated 15 - 25 feet above ground.  

Costs for elevating facilities vary depending on the size of the unit, how much power is carried, 

and how much wind and storm surge that the unit is designed to withstand.  According to one 

refiner, costs may range from $500-900 per square foot, based on the various attributes of the 

facility and the project design.  

 

Wind Protection 

Although hurricane-force winds are not as destructive to petroleum infrastructure as flooding, 

they still can cause severe damage to refineries, pipeline tank farms, and retail outlets.  Refinery 

cooling towers are especially prone to wind damage.  High winds can cause the fan blades inside 

a cooling tower to become dislodged and launched from the tower if they are not secured.  This 

renders the cooling tower unusable and creates airborne debris that can cause further damage.  

During Hurricane Rita in 2005, fifty percent of the cooling towers at Port Arthur refineries were 

damaged and fifty-four percent were damaged at Port Neches, according to a National Institute 

of Standards and Technology reconnaissance report.
1
  Several of the refiners reported that they 

have installed special braces to stop the fan blades from dislodging.   

 

Tank operators reported that an inexpensive way to harden storage tanks is to install wind 

girders. In addition to deflecting wind, girders can reinforce the structural integrity of the tank, 

preventing a collapse. 

 

Modernization 

To compensate for aging petroleum infrastructure, companies are updating electrical systems and 

technology in their control rooms.  Several companies have also enhanced their IT and 

telecommunications infrastructure in preparation for storms to ensure that communications 

                                                 
1
 NIST, Performance of Physical Structures in Hurricane Katrina and Hurricane Rita: A Reconnaissance Report, 

June 2006, http://www.bfrl. nist.gov/investigations/pubs/NIST_TN_1476_ExecSum. pdf, accessed April 22, 2010. 
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remain operational.  For example, after Hurricane Katrina, Valero set up 20 satellite phones and 

about 40 cellular and radio phones to communicate between its Louisiana and Texas refineries.
2
 

Petroleum Infrastructure Resiliency 

Petroleum companies follow best practices and undertake resiliency measures as general 

precautions, or they may take them in preparation for specific storm events.   

 

General Readiness 

General readiness activities reported by companies include preparing and updating hurricane 

preparation plans and purchasing or leasing large-size portable generators.  Preparing a hurricane 

preparation plan and conducting training were reported as general resiliency activities by all 

companies interviewed.   

 

All companies reported purchasing or leasing portable generators to provide electricity to critical 

facilities during outages.  Economic considerations determine whether refiners and pipeline 

operators choose to purchase or lease generators.  A typical 2-MW trailer-mounted unit costs 

approximately $1 million or more with accessories and financing.
3
  To avoid a recurrence of the 

shutdowns it experienced during the 2005 hurricane season, Colonial Pipeline purchased 12 

trailer-mounted Mitsubishi portable generators, seven transformers, and miles of associated 

cabling in 2006.
4
 

 

Companies reported pre-wiring and pre-positioning smaller generators at key service stations 

along evacuation routes.  Even undamaged service stations require emergency power to reopen.  

All petroleum companies that operate retail stores in the Gulf and Southeast indicated that they 

have pre-wired at least some of their stations.  In fact, Florida has enacted legislation requiring 

gas stations within a half mile of evacuation routes be equipped with a back-up electrical 

generator.  In addition, all owners of more than ten gas stations in a county must (within 24 

hours) have a generator installed at ten percent of their fuel outlets.
5
 

 

All of the refinery and pipeline operators for the study indicated that the safety of their 

employees is paramount.  Petroleum companies have numerous methods of keeping track of their 

employees and communicating with them before, during, and after a hurricane.  These methods 

include websites, hotlines, and media channels, and are aimed at ensuring employee safety and 

enabling a quick and coordinated response after a storm has passed.  

 

Storm-Specific Readiness 

A common storm-specific resiliency practice reported by companies is maintaining minimum 

product volumes in storage tanks. Above ground storage tanks are at particular risk during storm 

surge flooding since they can actually float off their foundations when spill-containment areas 

                                                 
2
 ComputerWorld. http://www.computerworld.com/s/article/104477/After_Katrina_Valero_Energy_turns_to_ 

satellite_communications, accessed May 28, 2010. 
3
 http://www.gopower.com/products/generators/diesel/1/1000-

10000000/1000%20kW%20and%20Up%20Diesel%20Generators, accessed July 1, 2010. 
4
 Mihelick, P. J., ñColonial Pipeline, One Pipeline Companyôs Response to Hurricanes Gustav and Ike,ò 2009 

Tulane Engineering Forum, http://www.tulane.edu/~sse/FORUM_2009/program/, accessed January 20, 2010. 
5
http://www.myfloridahouse.gov/Sections/Documents/loaddoc.aspx?FileName=_h7121er.doc&DocumentType=Bill

&BillNumber=7121&Session=2006, accessed January 16, 2010. 

http://www.computerworld.com/s/article/104477/After_Katrina_Valero_Energy_turns_to_%20satellite_communications
http://www.computerworld.com/s/article/104477/After_Katrina_Valero_Energy_turns_to_%20satellite_communications
http://www.gopower.com/products/generators/diesel/1/1000-10000000/1000%20kW%20and%20Up%20Diesel%20Generators
http://www.gopower.com/products/generators/diesel/1/1000-10000000/1000%20kW%20and%20Up%20Diesel%20Generators
http://www.tulane.edu/~sse/FORUM_2009/program/
http://www.myfloridahouse.gov/Sections/Documents/loaddoc.aspx?FileName=_h7121er.doc&DocumentType=Bill&BillNumber=7121&Session=2006
http://www.myfloridahouse.gov/Sections/Documents/loaddoc.aspx?FileName=_h7121er.doc&DocumentType=Bill&BillNumber=7121&Session=2006
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become flooded with water.  Ensuring that an adequate amount of product is in the tank prior to a 

storm adds weight and stability to the tank and prevents it from floating off its platform.   

Electricity Infrastructure Hardening 

Electricity is a critical element of the highly interdependent energy supply and distribution 

system.  A refinery or pipeline pumping station, even if undamaged by a hurricane, will not be 

able to operate without access to electricity.  Most utilities have active plans in place to harden 

their infrastructure against wind and flood damage.  In fact, since 2005, multiple State public 

utility commissions have issued rulemakings and/or regulatory activities related to electricity 

infrastructure hardening.  Many of the T&D hardening and resiliency initiatives taken on by 

utilities have been in response to such regulation.   

 

Wind Protection 

Hurricane-force winds are the primary cause of damage to electric utility T&D infrastructure.  

All of the utilities interviewed for this study have identified upgrading poles and structures with 

stronger materials as a primary hardening strategy.  For distribution systems, this usually 

involves upgrading wooden poles to concrete, steel, or a composite material, and installing guys 

and other structural supports.  Although transmission system outages do occur, about 90 percent 

of all outages occur along distribution systems.
6
  Transmission structures are typically upgraded 

from aluminum to galvanized steel lattice or concrete.   

 

Placing utility lines underground eliminates the susceptibility to wind damage and lightning that 

is typically experienced with overhead lines.  However, underground utility lines present 

significant challenges, including additional repair time and much higher installation and repair 

costs.  Company interviews indicate that burying overhead wires costs between $500,000 and $2 

million per mile, plus expenses for coolants and pumping stations.  Perhaps the most important 

issue for coastal regions is that underground wires are more susceptible to damage from storm 

surge flooding than overhead wires.   

 

Flood Protection 

Common hardening activities reported by utilities to protect against flood damage include 

elevating substations and relocating facilities to areas less subject to flooding. Unlike petroleum 

facilities, distributed utility T&D assets are not usually protected by berms or levees.  Utilities 

reported that it is far less expensive to replace a T&D facility than to build and maintain flood 

protection. 

 

Utilities report that a number of substations along the Gulf have been elevated as much as 25 feet 

based on predictions for a category 3 storm.  Elevating substations to category 4 or 5 storm surge 

levels was not common since the costs are significantly higher and storms of that magnitude are 

relatively rare.  Utilities have opted instead to invest in spare equipment to address that risk.   

 

Other common hardening activities include relocating critical facilities away from flood prone 

areas, strengthening existing buildings that contain vulnerable equipment, and moving equipment 

to upper floors where it will not be damaged in the event of a flood.   

                                                 
6
 EEI, ñUnderground vs. Overhead Distribution Wires ï Issues to Consider,ò http://www.eei.org/ourissues/ 

electricitydistribution/Documents/UnderVSOver.pdf, accessed May 12, 2010. 

http://www.eei.org/ourissues/%20electricitydistribution/Documents/UnderVSOver.pdf
http://www.eei.org/ourissues/%20electricitydistribution/Documents/UnderVSOver.pdf
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Modernization 

The electricity T&D system is aging, and to counter the effects of aging infrastructure, utilities 

are supplementing hardening practices with the implementation of new technology such as 

improved supervisory control and data acquisition systems, GIS systems, and advanced 

switching mechanisms to self-diagnose and repair problems and promote greater efficiency of 

the grid.  As Hurricane Ike approached the Texas coast in 2008, one utility used GIS-based 

damage prediction models to approximate how many customers would lose power, what the 

infrastructure damage would be, and how quickly repairs could be made.  After the storm, they 

used GIS to create maps of damaged areas and share the information with customers, media, 

government, and support agencies.
7
 

Electricity Infrastructure Resiliency 

Common resiliency practices reported by utilities for general readiness include pole 

maintenance, vegetation management, use of mobile transformers and substations, and 

participation in mutual assistance groups.   

 

General Readiness 

Pole inspection and maintenance is the most common resiliency activity reported by utilities.  It 

is performed both year round and in preparation for particular storms.  Pole inspections 

maximize T&D asset life, gather the information necessary to manage and prioritize asset needs 

and resources, and minimize unscheduled or emergency maintenance.  Southeast and Gulf Coast 

utilities have instituted a multi-year inspection and maintenance cycle for all transmission 

circuits, a multi-year wood pole treatment cycle, and a galvanized steel painting program to 

prevent corrosion on steel structures. 

 

Another common resiliency practice reported by utilities is vegetation management or clearing 

potentially damaging tree limbs and other vegetation from power line rights-of-way.  Although 

tree-related damage is more common on distribution lines, tree related transmission outages are 

also a regular event.  In 2006, the North American Electric Reliability Corporation introduced 

the Transmission Vegetation Management Program.   

 

Utilities reported using mobile transformers and substations to temporarily replace damaged 

assets.  A mobile substation includes a trailer, switchgear, breakers, emergency power supply, 

and a transformer with enhanced cooling capability. These units enable the temporary restoration 

of grid service while circumventing damaged substation equipment, allowing time to repair grid 

components.  Mobile transformers are capable of restoring substation operations in some cases 

within 12-24 hours. 

 

Companies routinely update their hurricane preparedness plans and train staff throughout the 

year.  Many utilities reported participating in regional mutual assistance groups in which member 

utilities voluntarily share staff and equipment in a coordinated response to electrical outages.   

 

                                                 
7
 ESRI, http://www.esri.com/news/releases/09_3qtr/hurricane.html, accessed April 22, 2010. 

http://www.esri.com/news/releases/09_3qtr/hurricane.html
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Storm-Specific Readiness 

A common storm specific readiness activity reported by companies is to secure fuel contracts for 

post storm recovery needs such as emergency operations and repair vehicles.  Most of the 

companies reported having fuel contracts in place to cover fuel for emergency vehicles and small 

portable generators, which are necessary to power operations and IT sites.  At least one company 

reported that its emergency plans arrange for skid tanks ï portable fuel tanks used for refueling 

vehicles ï to be delivered to pre-determined locations following a storm. 

General Resiliency 

Both petroleum and electricity companies reported that a primary storm preparation activity is to 

secure exemptions from evacuation orders in advance so that restoration efforts can begin as 

soon as possible after a storm strikes.  Companies work with Federal, State and local 

governments to procure exemptions.  It was also reported that in some cases, a small number of 

employees will shelter in place at storm-hardened facilities during a hurricane to monitor the 

facilities and identify areas that need repair.  
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Background 

U.S. petroleum supplies are often impacted by hurricanes, especially major Atlantic hurricanes 

making landfall along the Gulf Coast States of Alabama, Mississippi, Louisiana, and Texas (see 

Figure 1).  Most notably, in 2005 and again in 2008, major hurricanes
8
 hit back-to-back, severely 

damaging energy infrastructure and disrupting oil supplies throughout the United States.  Fuel 

supply vulnerabilities in such emergencies can be particularly acute in Florida, which is supplied 

by ports, and in the other southeast States, such as Georgia, South Carolina, North Carolina, and 

Tennessee, which receive their supply from two petroleum product pipelines fed by Gulf Coast 

refineries.   

 

 
 

Within the U.S. Department of Energy (DOE), the Office of Electricity Delivery and Energy 

Reliability (OE) is the lead office responding to energy emergencies.  OE produces Situation 

Reports that have been the source of official DOE information on impacts to energy 

infrastructure from events of national significance since 2003.  As part of its mission, OE tracks 

the dates of energy infrastructure shutdowns and restorations.  Compiling essential data from the 

                                                 
8
 Hurricanes Katrina and Rita made landfall within one month of each other in 2005 and Hurricanes Gustav and Ike 

made landfall within two weeks of each other in 2008.  All of these were major hurricanes, defined as are Category 

3 or higher with winds exceeding 111 miles per hour.  http://www.nhc.noaa.gov/sshws_table.shtml?large, accessed 

May 17, 2010.   

Figure 1.  Refining Centers in Path of Major Atlantic Hurricanes 2004-2008 

 
Source: NOAA Coastal Services Center. http://csc-s-maps-q.csc.noaa.gov/hurricanes/viewer.html.   Accessed April 16, 2010. 

http://www.nhc.noaa.gov/sshws_table.shtml?large
http://csc-s-maps-q.csc.noaa.gov/hurricanes/viewer.html
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individual Situation Reports, OE compared the impacts of the 2005 and 2008 hurricanes on 

energy infrastructure, based on the breadth and duration of the various shutdowns.
9
   

 

The Southeast is particularly vulnerable to retail and wholesale gasoline price run-ups and supply 

shortages because of their limited supply options after major storms such as hurricanes. 

Independent marketers in Georgia, Tennessee, and the Carolinas were hit particularly hard in 

September 2008 when their regular supply sources were put on allocation (i.e., were only 

receiving a certain percent of their planned deliveries of fuel), and the independent marketers did 

not have contractual arrangements with major suppliers at alternate terminals.  Shortages caused 

by refinery shutdowns due to electricity outages and other causes resulted in reduced supplies 

into the Colonial Pipeline system, which runs from Houston, Texas, to Linden, New Jersey.   

Panic buying by consumers may have also contributed to shortages at gas stations in Atlanta, 

Charlotte, and Nashville in September 2008.  Prices of $4.00 or more per gallon were reported 

throughout the Southeast in the days immediately following Hurricane Ike.   

 

Congress held hearings to inquire about the reasons for these shortages, and to encourage the 

development of solutions.  In response to these hearings, OE continued to investigate the root 

causes of the Southeast petroleum shortages.  The OE investigation found a number of 

contributing factors: 

 

Å The Southeast (defined for this report as Florida, Georgia, North and South Carolina, and 

Tennessee) is served by a minimal number of inland terminals, which are fed primarily via 

pipeline from Gulf Coast refineries.  There is only one major refinery in the region, and 

(excluding Florida and western Tennessee) limited port and river systems to sustain 

waterborne movements of products. 

Å Many Southeast markets depend on petroleum product pipelines as their only source for 

delivery of gasoline and diesel; some of these markets are not served by a main line, only a 

pipeline spur. 

Å Up to one week prior to the anticipated landfall of a hurricane, refinery production and port 

receipt of imports are reduced or shut down.  When a hurricane hits, refineries and terminal 

operators must also have their storage tanks filled to a certain level as a precaution against 

tank movement from storm surge or flooding, a measure that prevents them from moving a 

significant amount of existing stored product into the marketplace. 

Å Pipeline systems slow their deliveries and impose allocation
10

 on customers when supplies are 

limited.  When terminals are on allocation, only those petroleum wholesalers under contract 

with them may receive product. 

Å Gasoline is not a homogenous product nationwide.  In the summer, some States and counties 

require the use of gasoline with low volatility (as measured by Reid Vapor Pressure, RVP).
11

   

                                                 
9
 Comparing the Impacts of the 2005 and 2008 Hurricanes on U.S. Energy Infrastructure (February 2009) is 

available at http://www.oe.netl.doe.gov/docs/HurricaneComp0508r2.pdf. 
10

 An allocation limits contractual customers to receipt of a specific percent of what they normally receive at the 

terminal, as determined by the terminal operator, though typically based on an average of the previous 12 months.  
11

 Summer gasoline grades vary by State:   

- Florida/Louisiana/North Carolina/Tennessee 7.8 RVP conventional 

- Alabama/Georgia 7.0 RVP conventional  -   Texas 7.8 RVP and partial RFG (El Paso 7.0) 

- Mississippi/South Carolina 9.0 RVP conventional 

http://www.epa.gov/otaq/regs/fuels/420b10018.pdf and http://www.epa.gov/otaq/rfg/whereyoulive.htm.  

http://www.oe.netl.doe.gov/docs/HurricaneComp0508r2.pdf
http://www.epa.gov/otaq/regs/fuels/420b10018.pdf
http://www.epa.gov/otaq/rfg/whereyoulive.htm


OE/ISER Final Report 8/16/10                                                                               3 

In the Gulf and Southeast, only select counties in Texas are required to use reformulated 

gasoline (RFG) year-round. As a result, refiners and terminal operators cannot always assist 

each other with supplies without special waivers from the U.S. Environmental Protection 

Agency and/or State agencies. 

Å Hurricanes often hit in mid-September when gasoline supplies are turning over from summer 

grades to winter grades.  At this time of year, refinery, pipeline and terminal operators begin 

to reduce their lower volatility grades and begin building up winter-grade stocks.  This 

transition may complicate the ability to maintain a steady supply of gasoline during a fall 

storm event. 

Å Extended refinery shutdowns lasting two to three weeks are caused primarily by a lack of 

electricity supply rather than onsite damage.
12

  

Å Loss of electricity to pump stations can cripple pipeline movements of petroleum products. 

Pipeline operators require hundreds of staffers and contractors to deploy emergency 

generators, transformers, and all the associated cabling necessary to keep supplies moving.   

Å Natural gas and industrial gases are needed to operate boilers and processing units at 

refineries. If these gases are not available when a refinery is ready to restart, restoration is 

further delayed. 

 

The above factors can combine to cause product shortages in the Southeast that can persist 

beyond the immediate storm emergency, potentially disrupting product availability for as long as 

several months. 

 

In the fall of 2009 OE began identifying industry efforts to storm-harden energy infrastructure 

and expedite restoration from storm-related outages.  During this initial phase of the inquiry, it 

quickly became apparent that many refiners, pipeline operators, and utilities had already invested 

significantly in hardening and resiliency measures.  In response to this finding, OE expanded the 

scope of its inquiry, and began a second, more in-depth study of the specific measures taken by 

owners and operators of energy infrastructure.  This report is the result of that effort. 

Focus of the Study 

Identifying which segments of the energy industry contribute most to gasoline and diesel 

disruptions in the Southeast United States was paramount in order to focus on only those relevant 

segments highlighted in Figure 2.  An extremely wide range of assets supports the production 

and delivery of petroleum products to the Southeast, but not every asset is significant in terms of 

its contribution. 

 

The simplified energy flow diagram in Figure 2 illustrates the interdependencies between 

petroleum, natural gas, industrial gases (e.g., hydrogen, nitrogen, and oxygen), and electricity.  

Crude oil extracted from the Gulf of Mexico or imported by very large tankers is the feedstock 

for Gulf Coast refineries.  The majority of the platforms in the Gulf of Mexico are small-

capacity, unmanned facilities, and the loss of a dozen of these platforms would not stop the flow 

of crude oil to the Gulf Coast refineries.  The current approach by platform operators is to fully 

shut down and evacuate all manned facilities when a hurricane or tropical storm enters the Gulf 

                                                 
12

 Electricity is usually restored quickly relative to damage from storm surge and flooding.  In 2005 and 2008, 

certain utilities suffered extensive damage to their distribution networks, delaying power restoration for weeks. 
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of Mexico.  Likewise, tankers laden with crude oil imports will also wait out a storm.  

Fortunately, substantial crude oil stocks on land and potential access to the Strategic Petroleum 

Reserve guarantee several weeks of continued crude supplies to refiners.   

 

 
 

Offshore natural gas from Gulf of Mexico platforms is directed via pipeline to natural gas 

processing plants and then on to power plants, refineries, petrochemical plants, and other 

industrial facilities in the Gulf Coast.  Refineries cannot operate without natural gas, as it is 

critical for boilers and other processing units.  Coastal refiners look for alternate inland sources 

of natural gas during emergencies, e.g., when Gulf of Mexico production is too low to keep 

pipelines flowing. 

 

Refineries also depend on industrial gases, catalysts, and other specialty products, particularly 

when restarting following a shutdown.  Many refineries are located with or near industrial gas 

plants to guarantee their supply of hydrogen, nitrogen, and oxygen.   

 

When refineries are unable to operate, refiners try to maintain supply outflow by using product 

stocks, exchange agreements, and product imports.  For example, while Floridaôs Atlantic ports 

receive regular petroleum product imports; the rest of the Southeast has limited access to tankers 

full of imported gasoline and other products, relying instead on pipeline movements of products 

from Gulf Coast refineries. 

 

Figure 2.  Focus of Hardening and Resiliency Study  

 
Source: SAIC, 2010. 
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Some refineries cogenerate their own electricity, but the bulk of electricity required by refineries 

comes from the electric utility transmission system.  Depending on the size of the facility and the 

configuration of the grid, refineries receive electricity through either the transmission or 

distribution network.  There is substantial excess power generation capacity in the United States, 

and the shutdown of a few large power plants will not generally result in the loss of power to 

refineries, as long as the transmission or distribution lines leading to those refineries remain 

intact. 

 

Most of the refineries serving the region are in the Gulf Coast states of Texas, Louisiana, 

Mississippi, and Alabama.  Refineries are located on rivers, inter-coastal waterways, or directly 

on the coast to facilitate receipt of tankers at ports and provide access to the substantial cooling 

water required for their processes.   

 

If a refinery is unable to operate due to damage or a lack of crude oil, natural gas, or industrial 

gas, products can still be moved from storage into pipelines and barges as long as the refinery 

has electricity.  In 2005, for example, damaged refineries with operable pipeline/dock/terminal 

networks received imported products by tanker at their docks and moved those products into the 

Colonial and Kinder Morgan Plantation pipelines.  Petroleum pipelines require a constant flow of 

products into the system in order to deliver volumes at terminals.  Pump stations positioned 

strategically along the pipeline boost the movement of the product and require electricity to 

operate.  Product pipelines are the primary way gasoline and diesel are supplied to the southeast 

States of Georgia, North Carolina, South Carolina, and Tennessee. 

 

Terminals provide storage tanks and interconnection with transportation modes (pipeline, barge 

or small tanker, railroad, and truck) at strategic locations near demand markets.  They are 

privately owned, often by third parties who are neither refiners nor pipeline operators.  

Companies moving product along pipelines arrange for sale of their volumes to wholesalers and 

jobbers who deliver the product to retail outlets.  Electricity from distribution lines is required to 

operate the terminals and the pumps and valves that control the flow of fuel. 

 

The delivery of fuel to first responders and gasoline to fueling stations along evacuation routes is 

an essential step in preparing for an emergency.  Maintaining the flow of gasoline and diesel 

during restoration and recovery from the emergency is also of critical importance.  Electricity is 

also needed to operate the fuel pumps and to track the purchases at retail outlets. 

 

Following this logic, OE determined the most critical energy infrastructure needed to deliver 

gasoline and diesel to the Southeast (see the blue box in Figure 2, above).  The study then 

focused on the measures that refiners, petroleum product pipeline operators, and electric utilities 

in the Gulf Coast have taken to harden their assets and make energy supply to the Southeast 

more resilient. 

Aging Infrastructure and Hurricane Hazards 

The Nationôs energy-delivery infrastructure is composed of an intricate web of electricity 

transmission and distribution systems, pipelines, refining facilities, and terminals that has grown 

increasingly complex and interdependent.  This infrastructure is aging.  Most of the electricity 

transmission system, which stretches nearly 200,000 miles, was designed to last 40 to 50 years.  
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In some parts of the country however, it is now 100 years old.
13

  About half of the Nationôs 2.4 

million miles of oil and gas pipelines were built in the 1950s and 1960s.
14

  The newest greenfield 

oil refinery in the United States was built in 1976.
15

  The first refinery in the Gulf Coast was built 

in 1897 and others quickly followed.
16

  One of the greatest challenges facing the industry is 

retrofitting this existing infrastructure with modern technology to improve the efficiency and 

resiliency. 

 

Aging infrastructure is more susceptible than newer assets to the hurricane-related hazards of 

storm surge, flooding, and extreme winds.  Overall, storm surge and flooding cause more 

devastation than wind, both in terms of energy infrastructure and human life. 

Storm Surge and Flood Damage 

A storm surge is a large dome of water, 50 to 100 miles wide, that sweeps across the coastline 

near where a hurricane makes landfall.  Its height is the difference between the observed level of 

the sea surface and the level that would have occurred in the absence of the hurricane.  Storm 

surge does not exist as long as a hurricane is out over the open ocean; it is a phenomenon that is 

strictly associated with hurricane landfall. 

 

Since 1900, flooding caused by storm surge has killed more people in the United States than all 

other hurricane-related threats combined, including freshwater flooding, winds, and tornadoes.
17

  

Although the number of yearly fatalities from hurricane storm surge has been drastically reduced 

over the past 30 years, it is still the greatest potential threat to life and property associated with 

hurricanes.  Salt water is particularly destructive to energy infrastructure because it corrodes 

metal, electrical components and wiring.  Certain building components cannot withstand any 

exposure to water.  Plaster, wallboard, insulation, and electronic components are examples of 

materials that must remain permanently dry. Wood components may also be susceptible to 

damage from trapped moisture. Flat roofs, common in the Southeast, are particularly susceptible 

to leaking after high wind stress.
18

 

 

The National Oceanic and Atmospheric Administration (NOAA) and its National Hurricane 

Center (NHC) and Weather Forecast Office do not have a specific storm surge scale.  These 

agencies maintain that such a tool would not be accurate or effective at conveying the storm 

surge threat because of the many variables affecting storm surge, which include: 

 

Å Size of the hurricane 

                                                 
13

 Atkinson, W., Equities Magazine, in NASDAQ Utility Infrastructure: Addressing the Aging Electric and Water 

Systems, http://www.nasdaq.com/newscontent/20100204/utility_infrastructure_addressing_the_aging_ 

electric_and_water_systems.aspx?storyid=20100204233110equit#ixzz0saG5S6Go , accessed February 18, 2010. 
14

 Stock Interview. http://www.stockinterview.com/News/03042007/molybdenum-energy-US-pipelines.html , 

accessed February 18, 2010.  
15

 Marathonôs Garyville Refinery in Louisiana. 
16

 http://www.texasalmanac.com/history/highlights/oil/, accessed June 26, 2010. 
17

 Blake, E.S., et. al., ñThe Deadliest, Costliest, and Most Intense United States Tropical Cyclones from 1851 to 

2006,ò NOAA Technical Memorandum NWS TPC-5, April 2007, http://www.nhc.noaa.gov/pdf/NWS-TPC-5.pdf, 

accessed June 5, 2010. 
18

 MATCO Services, Inc., Hurricane/Water Damage Inspection Services, http://www.matcoinc.com/failure-

analysis/hurricanewater-damage, accessed June 7, 2010. 

http://www.nasdaq.com/newscontent/20100204/utility_infrastructure_addressing_the_aging_%20electric_and_water_systems.aspx?storyid=20100204233110equit#ixzz0saG5S6Go
http://www.nasdaq.com/newscontent/20100204/utility_infrastructure_addressing_the_aging_%20electric_and_water_systems.aspx?storyid=20100204233110equit#ixzz0saG5S6Go
http://www.stockinterview.com/News/03042007/molybdenum-energy-US-pipelines.html
http://www.texasalmanac.com/history/highlights/oil/
http://www.nhc.noaa.gov/pdf/NWS-TPC-5.pdf
http://www.matcoinc.com/failure-analysis/hurricanewater-damage
http://www.matcoinc.com/failure-analysis/hurricanewater-damage
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Å Lack of correlation between rotating wind speed and the height of the storm surge
19

 

Å Forward speed of the hurricane 

Å Angle of storm attack to the shoreline 

Å Coastal topography 

Å Local bathymetry (slope of the Continental shelf).  The shallow Gulf waters off of Texas 

enhance storm surge, for instance, while the significant ocean depths off of southeastern 

Florida inhibit surge.
20

   

Wind Damage 

Hurricane-force winds have the power to transform ordinary objects and debris into high-

velocity projectiles.  The ensuing damage can take on a domino effect, bringing down trees, 

transmission towers, distribution poles, and cooling towers.  Even underground utility lines can 

be taken out by uprooted trees.  The result of this type of damage can be long-term power 

disruptions. 

 

Because hurricanes rotate in a counterclockwise direction, the strongest winds in a Gulf Coast 

hurricane usually occur on the right side of the eyewall
21

 of the storm.  Because of these 

increased winds, the right eyewall of a hurricane is also the location of the greatest storm surge.  

Wind speeds decrease significantly once the storm is over land and cut off from the sustaining 

heat and moisture provided by ocean or Gulf waters.  The strength of the storm and the speed 

with which it moves over water determine how far inland its winds will reach (see Figure 3). 

                                                 
19

 Marshall, T., P.E., On the Performance of Buildings in Hurricanes: A Study for the Saffir-Simspon Scale Committee, October 

18, 2009, http://www.nhc.noaa.gov/testing/sshws/SSHWS-Marshall.pdf, accessed June 4, 2010. 
20

 NOAA, National Weather Service, National Hurricane Center, ñStorm Surge Scales and Storm Surge 

Forecasting,ò http://www.nhc.noaa.gov/sshws_statement.shtml, accessed June 5, 2010.  
21

 NOAA defines eyewall as ñAn organized band or ring of cumulonimbus clouds that surround the eye, or light-wind center of a 

tropical cyclone.ò  http://www.nhc.noaa.gov/aboutgloss.shtml#e, accessed June 5, 2010. 

Figure 3. Extent of Inland Winds from Category 3 Hurricanes 
                  121 mph Rotating Wind Speed and 20 mph Forward Speed 

 

 
Note: The rotating wind speed of a hurricane is distinct from the forward speed, which can vary significantly.  

The colors indicate the rotating wind speed of the storm as it travels inland. 

Source:  http://www.nhc.noaa.gov/HAW2/english/wind/gulf_121.shtml , accessed June 5, 2010. 

http://www.nhc.noaa.gov/testing/sshws/SSHWS-Marshall.pdf
http://www.nhc.noaa.gov/sshws_statement.shtml
http://www.nhc.noaa.gov/aboutgloss.shtml#TROPCYC#TROPCYC
http://www.nhc.noaa.gov/aboutgloss.shtml#e
http://www.nhc.noaa.gov/HAW2/english/wind/gulf_121.shtml


OE/ISER Final Report 8/16/10                                                                               8 

 

Approximately 50 miles inland from where Hurricane Gustav made landfall as a Category 2 

storm, electrical poles were broken off, transformers were hanging upside down from broken 

poles, electrical wires were lying on the roadways, and long lines of utility poles were leaning 

towards the west.  The majority of utility poles in the area were no longer upright.
22

 Gustav was 

a slow-moving storm with a forward speed of 10 mph after making landfall.  Hurricane Katrina 

made landfall as a Category 3 storm with a forward speed of 22 mph, so its inland winds reached 

further than Gustavôs and resulted in more damage.  

Definitions 

In addition to identifying types of infrastructure and types of storm damage, this investigation 

also had to determine precise definitions of hardening and resiliency.  Much of the existing 

literature on the topic confuses the two terms.
 23

  This study seeks to differentiate the two terms 

in order to identify the measures that industry has undertaken under each.  

 

Hardening involves physically changing infrastructure to make it less susceptible to damage 

from extreme wind, flooding, or flying debris.  Hardening measures include adopting new 

technology, installing new equipment, constructing protective barriers, or changing 

communications/IT at the facility.  Hardening usually requires significant investment by the 

energy company.  Some projects take years to complete; for example, large earth-moving 

equipment may be brought in to build a new dike or levee.  Sometimes the sheer magnitude of 

assets involved (e.g., thousands of wooden distribution poles) requires years of concerted effort 

to upgrade.   

 

Hardening improves the durability and stability of energy infrastructure, making it better able to 

withstand the impacts of weather events without sustaining major damage.  Actions taken by 

industry to harden its assets include: 

 

Å Flood Protection 

- Building/strengthening berms, levees, and floodwalls 

- Elevating substations/control rooms/pump stations 

- Relocating/ constructing new lines and facilities  

Å Wind Protection 

- Securing cooling towers 

- Improving tank integrity 

- Protecting cabling 

- Protecting retail outlets 

- Upgrading damaged poles and structures  

- Strengthening poles with guying  

- Burying power lines underground 

                                                 
22

 Subra, W., ñHurricane Gustav Damage Assessment,ò Louisiana Environmental Action Network, September 7, 

2008, http://leanweb.org/campaigns/hurricanes-gustav-and-ike/hurricane-gustav-damage-assessment-2.html, 

accessed June 4, 2010.  
23

 For example, see the National Infrastructure Advisory Council, Critical Infrastructure Resilience: Final Report 

and Recommendations. September 8, 2009, 

http://www.dhs.gov/xlibrary/assets/niac/niac_critical_infrastructure_resilience.pdf, accessed July 1, 2010. 

http://leanweb.org/campaigns/hurricanes-gustav-and-ike/hurricane-gustav-damage-assessment-2.html
http://www.dhs.gov/xlibrary/assets/niac/niac_critical_infrastructure_resilience.pdf
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Å Modernization 

- Deploying technology 

- Upgrading electrical systems (e.g., with battery backup & uninterruptible power supplies) 

- Installing/utilizing cogeneration 

- Installing asset databases/tools 

- Enhancing IT and telecommunications (e.g., adding Internet Protocols, phone lines, video-

conferencing) 

 

Resiliency, by contrast, refers to the ability of an energy facility to recover quickly from damage 

to any of its components or to any of the external systems on which it depends.  Resiliency 

measures do not prevent damage; rather they enable energy systems to continue operating 

despite damage and/or promote a rapid return to normal operations when damage/outages do 

occur.  Hurricane resiliency activities can take the form of general readiness practices, or 

measures taken in preparation for a specific storm.  General readiness measures are those that 

apply well to any storm situation, and may be considered best practices.  Storm-specific 

measures are those that may be practical or cost-effective only when implemented for a 

particular event.  Resiliency measures under these two categories include: 

 

Å General Readiness 

- Conducting hurricane preparedness planning and training 

- Complying with inspection protocols 

- Managing vegetation 

- Participating in mutual assistance groups 

- Improving employee communications and tracking 

- Installing redundant communications 

- Procuring mobile command vehicles 

- Purchasing/leasing portable generators 

- Pre-positioning and pre-wiring portable generators 

- Securing alternate sources of gas supplies 

- Purchasing or leasing mobile transformers and substations 

- Procuring spare equipment 

Å Storm-Specific Readiness 

- Maintaining minimum tank volumes 

- Wrapping/protecting pumps & motors 

- Securing exemption from evacuation orders 

- Coordinating priority restoration and waivers 

- Securing fuel contracts for emergency vehicles 

- Expanding deployment staging areas   

Study Methodology 

OE began its investigation with Internet searches, gathering information on key topics ï 

electricity transmission, electricity distribution, refineries, petroleum product pipelines and 

terminals, flood protection, wind damage, and relevant codes and standards.   

 

Researchers identified facility operators that would be appropriate for potential interviews, based 

on the facilitiesô relative importance to Southeast gasoline and electricity delivery.  Due to the 
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Paperwork Reduction Act, OE was limited in the number of companies it could contact within 

each of the energy sub-sectors. Discussions with the public utility commissions in Louisiana and 

Texas confirmed the interview selections and identified additional sources of information on 

storm hardening in extensive dockets and PUC-initiated surveys, studies, and university research.   

 

OE coordinated with the DOEôs Office of Fossil Energy, Policy Office, Energy Information 

Administration, the Government Accounting Office, and U.S. Department of Transportation 

Pipeline and Hazardous Materials Safety Administration (PHMSA) and the Department of 

Homeland Securityôs Transportation Security Administration.  Initial calls included State 

agencies in Louisiana and Texas.  OEôs telephone interviews maintained sensitivity to the fact 

that energy companies are subject to multiple government requests for similar information. 

 

The interview questions addressed: 

Å Physical changes (new equipment and/or retrofits) to harden facilities 

Å Best practices to improve resiliency 

Å Changes made to IT and communications to improve reliability 

Å Most cost-effective improvements 

 

A total of 14 energy companies were interviewed from February through April 2010.  The 

information gathered during the discussions is proprietary.  This report draws on the discussions, 

but does not reveal the source of any information unless an alternate open source is available.  

Specific hardening and resiliency plans, activities, budgets, and costs are footnoted.   

Limitations of the Study 

The purpose of this study is to gain an understanding of the hardening and resiliency efforts 

undertaken by industry after the 2005 and 2008 hurricane seasons.  It is prepared to educate and 

inform staff at DOE and other agencies.  It is not intended to advocate a particular policy or 

address specific actions or recommendations to industry owners and operators.  Its focus is on 

hardening and resiliency efforts undertaken by refiners, pipeline operators, and electric utilities 

with transmission and distribution (T&D) assets.  It does not address hardening and resiliency 

efforts undertaken to support power generation, Gulf of Mexico offshore production, natural gas 

processing, industrial gas production, port operations, rail movements of ethanol and propane, or 

waterborne movements of fuels via tankers or barges.   

 

To minimize duplication of efforts by other government agencies and reduce burden on industry, 

OE sought open-source information first, and complemented that with telephone interviews and 

email exchanges.  No confidential information is revealed in this report.  The report does not 

attempt to quantify the benefits of hardening and resiliency.  Where available, dates and costs on 

specific measures are provided. 
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Petroleum Infrastructure 

Refineries are integrated facilities containing processing units, storage tanks or terminals, feeder 

pipelines, ports, control rooms, and IT/communications.  Some have electricity cogeneration 

units on site. They are operated by thousands of employees and contractors.  A dozen refiners 

operate 33 refineries along the Gulf Coast (see Figure 4).  These refineries have the capacity to 

process 7.2 million barrels per day, representing 41 percent of the installed U.S. refinery capacity 

in 2009.
24

  Significant numbers of Gulf Coast refineries were shut down in both 2005 and 

2008:
25

 

 

Å On the worst day in 2005 (September 25, 2005), 20 refineries with a capacity of 4.9 million 

barrels per day were shut down in the Gulf  

Å On the worst day in 2008 (September 14, 2008), 15 refineries with a capacity of 3.9 million 

barrels per day were shut down in the Gulf 

 

 
 

                                                 
24

 Calculated from EIA, 

http://www.eia.gov/oil_gas/petroleum/data_publications/refinery_capacity_data/refcapacity.html, accessed June 11, 

2010. 
25

 More details on refinery shut down and restoration periods for each storm are provided in Appendix Tables A-5 

through A-8 in Comparing the Impacts of the 2005 and 2008 Hurricanes on U.S. Energy Infrastructure (February 

2009),  http://www.oe.netl.doe.gov/docs/HurricaneComp0508r2.pdf. 

Figure 4.  Major Refineries and Product Pipelines in the Gulf Coast Region 

 
Source: SAIC, 2010. 

http://www.eia.gov/oil_gas/petroleum/data_publications/refinery_capacity_data/refcapacity.html
http://www.oe.netl.doe.gov/docs/HurricaneComp0508r2.pdf
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During the hurricanes of 2005 and 2008, petroleum refineries along the Gulf Coast were subject 

to flooding and wind damage that caused product shut-ins.  Refinery restarts were delayed by 

extended power outages, as electric utilities struggled to work around their damaged T&D grid, 

and the supply of crude oil, natural gas, and industrial gases necessary to resume production 

were slow to arrive.   

 

Pipelines provide another major link in the supply chain of petroleum products.  A large number 

of petroleum product pipelines in the United States originate in either Louisiana or Texas (see 

Figure 4).  Recent mergers in the industry have further reduced the diversity among pipeline 

operators.  Two pipelines ï the Colonial and the Kinder Morgan Plantation ï deliver petroleum 

products to the Southeast States.  Parts of Tennessee are also served by the Centennial pipeline. 

These pipelines share common terminals with other pipelines, and as a result, impacts from 

reduced rates and/or disruptions in the Gulf are often shared by all.   

 

Many of the hardening and resiliency efforts undertaken at refineries also apply to pipeline 

terminals and retail outlets.  To avoid redundant discussion, this study handles these assets 

jointly.  Where specific measures apply to only refineries, pipelines, or terminals, such 

distinctions are made. 

Petroleum Infrastructure Hardening 

The hardening of petroleum infrastructure includes physical and structural improvements that 

make assets less vulnerable to the damaging effects of strong storms and hurricanes.  Refineries, 

pipeline pump stations, terminals, retail outlets, corporate control centers, IT/communications, 

and supporting facilities are all examples of petroleum assets that benefit from storm hardening.  

Specific hardening activities that have been undertaken for petroleum infrastructure addressed in 

this study include: 

Å Flood Protection 
- Building/strengthening berms, levees, and floodwalls 

- Elevating substations/control rooms/pump stations
26

 

- Relocating/constructing new facilities 

Å Wind Protection 
- Securing cooling towers 

- Improving tank integrity  

- Protecting cabling 

- Protecting retail outlets 

Å Modernization 
- Upgrading electrical systems (e.g., with battery backup and uninterruptible power 

supplies) 

- Installing/utilizing cogeneration 

- Enhancing IT and telecommunications (adding Internet Protocol, phone lines, video-

conferencing) 

- Updating asset databases and tools 

 

                                                 
26

 Some refineries have electric utility substation(s) inside their fence. 
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Flood Protection 

Flood damage is the costliest type of storm damage and results in the longest disruption duration 

for refineries, pipelines, and terminals.  The risk of flooding is controlled by three main types of 

structural barriers:  

 

Å Floodwalls, which are often made of concrete or steel and are designed specifically to prevent 

flooding from storm surge.  

Å Levees, which are normally earthen structures designed to provide flood protection from 

seasonal high water.  The word dike is used loosely by the industry, but usually refers to a 

levee-type structure. 

Å Berms, which, like levees, are usually earthen structures.  Unlike levees, however, berms are 

designed specifically for spill containment, with flood protection as a secondary function. 

 

Berms can be used to supplement levees, and are just as important for what they hold in (spills of 

hazardous materials) as for what they hold out (flood waters)
27

  The company that owns or 

operates storage tanks, whether at a refinery or a tank farm, builds a berm around them.  The 

dimensions can vary according to the engineering calculations of the amount of spill containment 

needed.  Levees and floodwalls are erected by the U.S. Army Corps of Engineers (USACE) as 

well as by individual companies.  Where these structures cannot be erected, petroleum 

companies have elevated critical facilities or relocate the facility above the floodplain. 

 

Building/Strengthening Berms, Levees, and Floodwalls 

 

Most flood walls were built decades ago to protect facilities located in the Gulf Coast.  For 

example, USACE built the 15-foot-high concrete floodwall that protects the BP, Marathon, and 

Valero refineries, various chemical plants, and other facilities located near the Texas City port.  

The floodwall runs along most of the port, and has side slabs that can seal the rest when 

hurricanes hit.  Impacted facilities have requested USACE to build a five-foot vertical extension 

to the floodwall, raising it to 20 feet tall.
28

  

 

USACE also built the Mississippi River levee system, which provides flood protection to 15 feet 

for refineries located near New Orleans.  A $14 billion effort to reinforce it, along with the local 

floodwalls, is currently underway. By 2011, USACE expects to have a 350-mile system of 

levees, floodwalls, gates, and pumps providing five New Orleans parishes with 100-year 

protection.
29

  In April 2009 USACE initiated a project to reinforce the entire length of the Port 

Arthur, Texas seawall for $8 million.
30

   

 

Refiners built the floodwalls along the Houston Ship Channel and around Pascagoula to contain 

a 100-year storm surge. One refiner reported that a 12-foot-high, one-half-mile-long floodwall 

                                                 
27

 U.S. Army Corps of Engineers (USACE), ñManagement Measures Digital Library: Floodwalls, Levees, and 

Dams.ò http://www.iwr.usace.army.mil/index.php, accessed April 28, 2010.  
28

 Known as the ñIke Dike.ò  http://www.semp.us/publications/biot_reader.php?BiotID=601.  
29

 U.S. Army Corps of Engineers (USACE), ñGreater New Orleans Hurricane and Storm Damage Risk Reduction 

System Facts and Figures,ò http://www.mvn.usace.army.mil/hps2/pdf/June_web_2010.pdf, accessed June 14, 2010. 
30

 Entergy Texas, Inc., "Economic Trends ï March 26, 2009: State of Texas," http://www.entergy-

texas.com/content/economic_development/docs/area_economic_update.pdf, accessed April 22, 2010. 

http://www.iwr.usace.army.mil/index.php
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was erected in 2004 for under $4 million.  Flood control projects constructed from earth, steel, 

and concrete are very expensive.  ConocoPhillips has used a less expensive alternative called the 

HESCO Concertainer (see case study). 

 

Flood barriers provide strong defenses, and at least one refiner credits its dike with a quicker 

post-hurricane restoration.  Chevronôs Pascagoula Refinery flooded in 1969 under Hurricane 

Camille, and again in 1998 under Hurricane Georges. The destruction Georges caused was so 

severe that it took three months for the refinery to return to normal production levels. As a result, 

Chevron invested in a five-mile-long dike to protect the refinery. Despite significant local 

flooding from Hurricane Katrina in 2005, Chevronôs refinery returned to normal production 

within six weeks.
31

 

 

Although floodwaters have on occasion caused storage tanks to float off their foundations, direct 

flooding is not always the greatest challenge faced by refineries.  In 2005, the Port Arthur levees 

were not topped, but the water supply on the Lower Natchez River was contaminated with salt 

water, making it useless for refinery processes.  Another hazard is that water can become trapped 

inside the protective berms, exposing tanks and equipment to the corrosive effects of salt water.   

 

Elevating Substations/Control Rooms/Pump Stations   
 

Storm surge in 2005 damaged the control rooms and pump stations of numerous refineries and 

pipelines.  When motors and electrical equipment sit in brackish water, even for a few hours, 

they suffer irreparable damage.  One way to mitigate this risk is to elevate substations and 

control rooms so that they are situated above the likely flood level.  In many cases, that level 

might be 15 - 25 feet above ground.   

 

                                                 
31

 Kennedy, S., ñPlant Services names its Plant of the Year,ò http://www.plantservices.com/articles/2006/259.html, 

accessed May 15, 2010. 

Case Study: The Concertainer Floodwall 

After Hurricane Katrina, the ConocoPhillips Alliance refinery in Belle Chasse, Louisiana 

undertook a project to provide interim flood protection using HESCO Concertainer units. 

These units are lightweight, portable cellular structures made of a welded mesh framework 

lined with geotextiles. Filled with sand, earth, or gravel, they provide flood protection. At the 

Belle Chasse refinery, the units were used to build floodwall structures that ranged from three 

feet high and three feet wide to eight feet high and six feet wide. The floodwall structures wrap 

around the entire refinery perimeter, including the tank farm, with secondary structures built 

around the most important control rooms and labs. In addition to providing flood protection, 

the HESCO units also function as a spill berm and security barrier. Approximately eight miles 

of HESCO Concertainer units were used in total. HESCO Concertainers can also be deployed 

atop levees or dikes to provide extra storm surge protection.  
 

Source:  HESCO web site: http://www.hesco.com/US_CIVIL/conoco.html, accessed April 22, 2010. 

http://www.plantservices.com/articles/2006/259.html
http://www.hesco.com/US_CIVIL/conoco.html
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Although control room equipment is relatively light compared to other refinery equipment, 

elevating substations and control rooms is a costly measure that refiners consider very carefully 

before implementing.  The expense varies significantly, depending on the size of the unit and 

other specifications, such as how much power is carried and how much wind and storm surge the 

unit is designed to withstand.  According to one refiner, reported costs may range from $500-900 

per square foot, based on the various attributes of the facility and the project design. 

 

Some refineries have elevated their substations and control rooms as part of a larger 

modernization effort.  While hurricanes might not have been the primary impetus for elevating 

the units, the storms provided lessons learned that guided decisions on how and where to situate 

the units.  

 

Other refiners reported that in cases where control room equipment has not been elevated, it has 

been modified so it can be moved to safety in the event of an oncoming storm.  At least one 

refiner upgraded storm water pumps and improved drainage.
32

 

 

In general, pipeline operators handle the risk of flood damage differently than refiners. Because 

storm surge (with its corrosive salt water), and not heavy rain, is what creates the most serious 

flood risk, none of the pipeline operators reported any plans to elevate pump stations that are not 

located in flood zones.  

 

Relocating/Constructing New Facilities   
 

Petroleum companies located in the Gulf region face the reality that a direct hit from a major 

hurricane could make their facilities unsafe for the personnel needed for critical operations.  In 

addition, local housing could become uninhabitable in a hurricane emergency, making it 

necessary for staff to stay elsewhere.  Of secondary importance to human life, yet still essential, 

are the data network and control systems typically housed at a companyôs offices.  Loss of these 

assets would be devastating to any company.   

 

Having access to alternate facilities that are not only on higher ground, but in an entirely 

different region, may enhance a companyôs ability to continue critical operations during a 

hurricane and in its aftermath.  An additional level of hardening can be provided by moving data 

and key software to remote facilities and constructing secondary control centers outside the Gulf 

region. 

 

Several of the companies interviewed for this study reported that they have prepared alternate 

sites in parts of the United States that are not vulnerable to hurricanes, either for business 

operations, for the safekeeping of data systems, or for control centers.  The rationale is that if 

their Gulf facilities become damaged or unsafe, they can continue essential functions.  For 

example: 

 

Å BP has arranged for a 500-seat work site at its Chicago location for the use of displaced 

Houston staff so that they can continue critical operations in the event of a hurricane making 

                                                 
32

 Fowler, T., ñHouston-area refineries say they're prepared,ò Houston Chronicle, Sept. 21, 2005, 

http://www.chron.com/disp/story.mpl/special/05/rita/3362796.html, accessed June 5, 2010. 

http://www.chron.com/disp/story.mpl/special/05/rita/3362796.html
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landfall in the Gulf region.
33

  The company has also moved data and key software to 

hardened data centers removed from the Gulf region. 

 

Å ExxonMobil has procured office space outside of hurricane-prone regions and has developed 

contingency plans for the relocation of key personnel in a hurricane emergency.  Prior to 

Hurricane Ikeôs landing in 2008, essential employees were relocated to its Dallas office.
34

  In 

addition, the company has planned for greater remote access to its network by increasing 

network capacity. 

 

Å Chevron Pipeline Co. has constructed a secondary control center in Midland Texas.  This 

control center was put into service during Hurricanes Gustav and Ike in 2008.
35

 

 

One alternative to creating auxiliary bases of operations in remote regions is the construction of 

safe rooms on the sites of Gulf Coast facilities.  Safe rooms can be built to withstand the 250 

mph winds and storm surge of a Category 5 hurricane.  They are equipped with remote operation 

capability, and stocked with food, water, fuel, communications equipment, bedding, life rafts, 

and medical supplies.  Although the study did not find any evidence indicating that any 

petroleum companies have plans for safe rooms, a number of them have been built by the Army 

Corps of Engineers for use by essential personnel at the water pumping stations in the New 

Orleans area.
36

 

Wind Protection 

Although hurricane-force winds are not as destructive to petroleum infrastructure as flooding, 

they still can cause severe damage to refineries, pipeline tank farms, and retail outlets.  Any unit 

that is not underground is potentially vulnerable to the powerful lifting force of wind or the 

flying debris that comes with it.  Especially prone to wind damage are cooling towers, empty 

storage tanks, and overhead or unprotected cabling.   

 

Securing Cooling Towers 
 

Cooling towers vary dramatically in size, depending on the required cooling load.  They are 

often comparable to a two- to four-story structure, depending on whether the shrouds are taken 

into account.  Hardening a cooling tower against hurricane damage is a major challenge.  

Construction is not durable; the shrouds of a cooling tower are typically made of fiberglass, 

                                                 
33

 BP, Frontiers, Issue 21, April 2008: Global Insights, 

http://www.bp.com/sectiongenericarticle.do?categoryId=9023212&contentId=7043102, and  
Lang, K., BP Vice President for the Gulf of Mexico, ñAfter the Storméò Undated presentation, 

http://www.rice.edu/energy/publications/docs/KennyLang_katrina.pdf, accessed April 22, 2010. 
34

 ExxonMobil. ñOverview of ExxonMobil storm preparation,ò 

http://www.exxonmobil.com/corporate/community_safety_er_storm_preparation.aspx; and  

http://www.exxonmobil.com/corporate/news_features_20090227_storms.aspx, accessed June 12, 2010 
35

 Chevron, Developing Partnerships: 2008 Corporate Responsibility Report, 

https://chevron.com/globalissues/corporateresponsibility/2008/documents/Chevron_CR_Report_2008.pdf 

p. 22, p. 24, accessed May 15, 2010. 
36

 Jefferson Parish, State of Louisiana, Jefferson Parish Post Katrina Flood Protection Plan Update: 3 Years Later, 

September 17, 2008. http://www.jeffparish.net/downloads/3753/6386-

KatrinaFloodProtectionUpdate3YearsLater.pdf, accessed May 15, 2010. 
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Figure 5.  Damaged Cooling Tower Shroud 

 
Source: ñHurricanes Katrina and Rita: Implications for Hurricane 

Science and Engineering,ò  

http://www.nsf.gov/nsb/committees/archive/hurricane/1/sunder.pdf  

[BASF Fina Plant in Port Arthur, TX; photo from Christopher 

Letchford. 

which sit atop a timber or metal structure.  If the fan blades inside the cooling tower are not 

secured, they can be launched from the tower, becoming airborne missiles.  During Hurricane 

Rita, this mishap occurred at multiple refineries.  Without a fan, the cooling tower is useless.  For 

this reason, and because of the danger posed by flying fan blades, securing the fan blade is 

considered the most important component of storm-hardening a cooling tower. 

 

Depending on the force of the wind, it can also damage the insulation packing inside a cooling 

tower.  There are limitations to what can be done to protect the towers from this type of damage, 

because by design they have to allow air flow.  

 

During the storms of 2005, the shrouds of numerous cooling towers were extensively damaged at 

refineries, chemical plants, and power stations (see Figure 5).  In some cases, the damage was 

caused by launched fans.  Aerial photographs of industrial facilities in the Port Arthur area after 

Hurricane Rita in 2005 revealed the extent of cooling tower failures (see Table 1).  

 

Table 1. Cooling Tower Failures 

Source: Statistical analysis of aerial photographs of cooling 

tower damage and shroud failures in 2005 in NIST 

Technical Note 1476, Performance of Physical Structures 

in Hurricane Katrina and Hurricane Rita: A 

Reconnaissance Report, June 2006, http://www.bfrl. 

nist.gov/investigations/pubs/NIST_TN_1476_ExecSum. 

pdf, accessed April 22, 2010. 
 

Several of the refiners interviewed for this 

report have installed new braces to stop the 

fan blades from launching and damaging the shrouds.   

To prevent wind damage at its facilities, Valero has installed a Fan Lock to immobilize the fan 

blades in its cooling towers.  This device locks mechanical equipment, including the fans, inside 

a cooling tower so that they will not rotate in high winds and damage the shrouds.
 37

  

 

Improving Tank Integrity  
 

According to an estimate by one refiner, a complete rebuild of a destroyed storage tank could 

cost $65 - $80 per barrel, an estimate that includes tank and foundation construction, but not 

electrical and other expenses.  Although total destruction of a tank is more likely to be caused by 

flooding than by wind, high winds can cause significant damage, and repairs can also be costly.  

Tanks are often insulated to keep contents at a particular temperature so that products can be 

easily transferred through piping and equipment.  In 2005, extreme winds along the Gulf Coast 

                                                 
37

 Cooling Towers of Texas. ñFan Lock,ò http://www.coolingtowersoftexas.com/fanlock.html, accessed April 22, 

2010. 

Location Facilities Percent 

Port Arthur  Refineries 50 

Port Neches  Refineries  54 

Bridge City  Power plants  44 

Orange  Chemical plants 36 

http://www.nsf.gov/nsb/committees/archive/hurricane/1/sunder.pdf
http://www.coolingtowersoftexas.com/fanlock.html
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ripped through the outer walls and roofs of both 

cylindrical storage tanks and LPG spheres, and 

damaged not only the outer shells, but also the 

insulation underneath.
38

   

 

One relatively inexpensive way to harden storage 

tanks against wind damage is to install wind 

girders.  These simple attachments are rings that 

encircle the storage tank, either singly or in a set 

of two. Depending on expected wind speeds (two 

are needed for winds greater than 120 mph), they 

reinforce the structural integrity of the tank, 

which helps to prevent collapse.  If  desired, wind girders can be designed as walkways for 

personnel access around the top of the tank (see Figure 6). Wind girders are available from 

various vendors, and are custom designed for each tank, based on size, anticipated wind load, 

and other customer requirements.  Best practices for the selection and installation of wind girders 

are outlined in API 650, which is the American Petroleum Instituteôs standard that covers welded 

steel tanks for oil storage.
39

 

 

Many of the tank operators reported that they have installed wind girders to their tanks.  Costs 

vary on a tank-by-tank basis, but are generally cost-effective.  One refiner reported spending 

$1.00 - $1.30 per barrel of tank capacity for larger tanks, some of which can hold 150,000-

200,000 barrels or more. 

 

Protecting Cabling 
 

In a refinery, pipeline pumping station, or terminal, the component that is most vulnerable to 

wind damage may be the overhead cabling infrastructure.  High winds can bring down electrical 

and instrument cables entirely or they can cause cables to touch, which can also result in damage. 

 

Several hardening measures can be made within the refinery gate to address these risks.  First, 

transmission cables can be insulated in such a way that if they do touch, there is no adverse 

effect.  Secondly, electrical and instrument cables can be taken down from overhead towers and 

poles, and secured in an aboveground metal tray appropriately called a cable tray.  A third 

alternative is to bury the cabling underground.  Protective finishes are applied to cable before it 

is installed underground or in cable trays.  In many cases, a combination of approaches can be 

used. 

 

                                                 
38

 Valero Port Arthur, ExxonMobil Beaumont, and Motiva Port Arthur were cited in NIST Technical Note 1476, 

Performance of Physical Structures in Hurricane Katrina and Hurricane Rita: A Reconnaissance Report, June 

2006, http://www.bfrl.nist.gov/investigations/pubs/NIST_TN_1476_ExecSum.pdf , accessed April 22, 2010. 
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 Carucci, V., ñChanges to API 650, Eleventh Edition ï Welded Steel Tanks for Oil Storage,ò Carmagen eNews 

Report, Carmagen Engineering Inc. March 2010, accessed June 22, 2010. 

Figure 6.  Wind Girders on Tanks 

 
Source: ExxonMobil.  

http://www.bfrl.nist.gov/investigations/pubs/NIST_TN_1476_ExecSum.pdf
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The National Electrical Manufacturers 

Association (NEMA) provides technical 

requirements concerning the construction, 

testing, and performance of metal cable tray 

systems.
40

  At least two of the companies 

reported that they have installed cable trays 

to protect their lines from wind damage. One 

company specified that it had moved several 

miles of overhead wires to cable trays (see 

example in Figure 7).  

 

Several other companies reported that they 

had ñundergroundedò their cables; of those, 

at least one uses colored concrete to mark the 

exact placement of the cables. 

 

Protecting Retail Outlets 
 

Functional fuel retail outlets are essential for 

a successful evacuation, an efficient recovery 

effort, and the timely return of the people who evacuated.  Wind damage, however, can shut 

down these critical assets.   

 

The canopies that are typically built to shelter the pumps have proven to be particularly 

vulnerable to hurricane winds.  Canopy failure during recent hurricanes has been attributed to 

several causes.
41

  In some cases, the pressure of the wind created hinges at the base of the 

columns.  In other cases, the wind forced a foundation pullout.  In still other cases, the wind 

caused breakage at the joints between the columns and the beams.  These failures were primarily 

due to weak structural design; most of these canopies were supported by only a single row of 

columns.  Maintenance lapses were also identified as the cause of certain canopy failures.  

Internal drainage can corrode the support structure, making it brittle and susceptible to wind 

damage.
42

  When the canopy collapses, the pumps become inaccessible.  One possible way to 

harden against canopy collapse is to build these structures with two rows of columns instead of 

one.  According the National Institute of Standards and Technology, canopies with two rows of 

columns performed far better, with only a few failures identified. 

 

In addition to the pump canopies, the store structures are also subject to debilitating wind 

damage.  Many retail outlets have large windows, which can easily be broken by flying debris.  

When powerful winds are then allowed to enter the building, an upward force is created, which 

can threaten to lift the roof off of the structure.  The simplest way to harden against this risk is to 

                                                 
40

 National Electrical Manufacturers Association, Metal Cable Tray Systems, http://www.nema.org/stds/ve1.cfm, 

accessed April 13, 2010; and NEMA News, ñNEMA Publishes VE 1-2009 Metal Cable Tray Systems,ò 

http://www.nema.org/media/pr/20091008a.cfm, accessed April 13, 2010. 
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 Ibid. 

Figure 7.  Cable Tray in a Refinery 

 
Source: http://www.hydrocarbons-

technology.com/projects/napanapa/, accessed April 14, 2010. 

http://www.nema.org/stds/ve1.cfm
http://www.nema.org/media/pr/20091008a.cfm
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shutter the windows before the arrival of a storm.  Historically, the most typical method for 

shuttering retail windows would be to board them up with sheets of plywood.  Although this 

method is relatively inexpensive, it is also time-consuming and physically strenuous. 

 

At least one fuel supplier has implemented a new shutter program for its retail stores. It provides 

the stores with hurricane shutters that are designed to allow for fast installation, which is 

managed on site by store personnel. These are portable shutters with connection systems 

permanently secured to the building. Shutters have been installed or stored on site at this 

supplierôs company-owned stores on the Gulf Coast as of March 2010.  The new shutters are 

installed much more quickly and easily than plywood boards, but they are costly.  The company 

estimated a price tag in the range of $5,000-$12,000 per site, depending on size of the store.  

Modernization 

The petroleum industry expanded through the 1970s then went through a period of consolidation 

after the oil crises of 1973 and 1979.  Industry consolidations initiated the sale or closure of 

redundant facilities, including terminal facilities, which led to reductions in inventory and system 

flexibility.  Almost 50 refineries have closed over the last 20 years, and no major refineries have 

been built since 1976 although there has been a modest increase in capacity as a result of 

expansion of existing, larger refineries. To compensate for the aging infrastructure, companies 

are using updated electrical systems and modern advances such as efficient on-site cogeneration 

and upgraded technology in refinery and pipeline control rooms.  Companies are using new 

technologies, such as cathodic protection which reduces corrosion, to extend the life of their 

storage facilities. 

 

Upgrading Electrical Systems 

 

The electrical system is a vital component of petroleum refining and distribution.  It is also the 

part of the refinery that is most susceptible to damage from hurricanes, usually caused by 

flooding from storm surge. One way that companies have hardened their facilities is by 

upgrading the electrical systems to make them more efficient and less susceptible to damage.  

Improvements include installing new or additional substations, upgrading power distribution 

systems, installing new breakers and transformers, and using advanced electrical power 

monitoring systems.  Some of the companies interviewed have also installed new high voltage 

transmission lines into their refineries.  Other facilities on the Gulf Coast have installed 

permanent backup generators for use in administrative buildings, control centers, and emergency 

operations centers to support a safe shutdown and recovery.  These generators are designed to 

support personnel and distribution systems at control centers and are not meant to run the 

refining equipment. 

 

Some companies have reported using uninterruptible power supplies (UPS) and battery backup 

systems at refinery control rooms.  A UPS is a device that uses energy storage technologies to 

provide emergency power during an outage. The main function of a UPS is to facilitate an 

orderly, rather than sudden, shutdown of computers or process equipment at the facility.  UPS 

systems also aid in the transition to an alternate power source.  Most battery-enabled UPS 

systems are designed to provide power for 15 minutes, or slightly longer, until power is restored 

or a backup power source is brought online.  However, one refiner reported the use of a UPS that 
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can provide sufficient power to operate the control room for 24 hours without grid power.  

Uninterrupted power is essential in part because computer data must be saved before a lengthy 

outage since preserving data aids in the recovery process.  Even a momentary disruption can 

damage equipment, data, or processes in control rooms.  Therefore, a facility will often ñfloatò 

on the UPS, operating directly off of the UPS battery system while the UPS is constantly charged 

by the grid.
43

 

 

Installing/Utilizing Cogeneration  
 

Twenty-five Gulf Coast refineries have co-located electric generation facilities.
44

  The industrial 

gas plant beside the refinery may be the owner/operator, or the electric utility may be the 

operator, but the majority of generation facilities are owned and operated by the refinery. 

 

The vast majority of these power-generating units ï those at 21 of the 25 refineries ï are 

cogeneration systems.
45

 A cogeneration system uses ña common energy source to produce both 

electricity and steam for other uses, resulting in increased fuel efficiency.ò
46

  Most refineries 

have multiple units that range in size from 4 MW to 285 MW and generate an average of 50 

MW.
47

  A Lake Charles, Louisiana refinery is home to the regionôs oldest co-located electric 

units. Two of its three power units entered service in 1942.  Many of the larger units in the 

region (those greater than 100 MW) came online in the 1990s or 2000s.
 
  

 

Cogeneration facilities may not make a refinery self-sufficient.  Thirteen of the 25 refineries 

consume more electricity than their co-located power units can generate, i.e., they are ñnet 

purchasers.ò  Only 12 of the 25 co-located power facilities produce more electricity than the 

refineries demand, i.e., they are ñnet suppliers.ò  

 

It would seem, intuitively, that a refinery with an on-site source of power would be better-

equipped to deal with a natural disaster than a refinery that depends on an external source for 

electricity.  All of the interviewed refiners had cogeneration in one or more Gulf Coast facilities 

but none attributed a faster recovery or hardened operation to their cogeneration plant.  

Furthermore, an analysis of several Gulf Coast refineriesô responses to recent storms ï Hurricane 

Rita in 2005 and Hurricane Ike in 2008 ï yielded inconclusive results.  The analysis considered 

the six refineries in the Port Arthur/Lake Charles region as reported daily in OE Situation 

Reports (see Table 2).  Two weeks after Hurricane Rita made landfall in 2005, all six refineries 

remained shut down.  Two weeks after Hurricane Ike made landfall in 2008, refineries with 

cogeneration fared only marginally better.  Refineries with sufficient cogeneration capacity to be 

a net supplier recovered more quickly in 2008 than in 2005, but that may be due to less damage 

to Lake Charles.  Cogeneration facilities existed in both years, but perhaps they have been 

improved. At least one refiner indicated that it installed new circuit breakers, new cabling, new 
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transformers, and two 2-MW portable generators for the capabilit y to start up the cogeneration 

plant.   

 

Table 2.  Status of Refineries in Port Arthur/Lake Charles Two Weeks after 
Hurricanes 

Refiner Location Cogeneration Rita (2005) Ike (2005)  

Calcasieu Lake Charles, LA Net Supplier Shut down Operating 2 days 

Shell (Motiva) Port Arthur, TX Net Supplier Shut down Reduced 2 days 

ExxonMobil Beaumont, TX Net Supplier Shut down Shut down 

Citgo Lake Charles, LA Net Purchaser Shut down Reduced 14 days 

Valero (Premcor) Port Arthur, TX Net Purchaser Shut down Shut down 

Total Port Arthur, TX None Shut down Restarting 
Sources: OE/ISER Situation Reports, EIA-861 Annual Report 

  

Enhancing IT and Telecommunications 

 

Hurricanes often severely limit or completely eliminate a companyôs ability to communicate 

critical information both internally and to other organizations and employees.  Several 

companies have enhanced their IT and telecommunications infrastructure in preparation for 

storms to help ensure that communications remain operational in emergencies. 

 

After Hurricane Katrina, Valero set up 20 satellite phones and about 40 cellular and radio phones 

to communicate between its San Antonio, Texas refinery and its St. Charles and Krotz Springs 

refineries in southern Louisiana.  In addition, Valero set up connections in San Antonio to an 

Internet Protocol (IP) phone switch at the St. Charles facility to support voice communications.  

Valero also installed satellite communications that enabled it to communicate with 14 retail 

stations located between New Orleans and Lafayette, as well as with three in the Shreveport 

area.
48

 

 

Other companies reported installing IP phone systems and additional analog phone lines to serve 

as backup.  Cellular carrier and radio transmission antennas were also added to some company 

buildings, and satellite communications have also been employed.  One company reported the 

installation of wiring to allow handheld satellite phones from an operations building during 

severe weather.  Another reported the use of small portable satellite communications systems 

that can be easily deployed where necessary. 

 

As part of ExxonMobilôs storm preparation they have secured the use of satellite 

communications and increased the number of people who can connect to their system 

simultaneously.
49
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 ñAfter Katrina, Valero Energy turns to satellite communications,ò ComputerWorld, September 8, 2005, 

http://www.computerworld.com/s/article/104477/After_Katrina_Valero_Energy_turns_to_ 

satellite_communications, accessed June 22, 2010. 
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 ExxonMobil, ñOverview of ExxonMobil storm preparation,ò 
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http://www.computerworld.com/s/article/104477/After_Katrina_Valero_Energy_turns_to_%20satellite_communications
http://www.computerworld.com/s/article/104477/After_Katrina_Valero_Energy_turns_to_%20satellite_communications
http://www.exxonmobil.com/corporate/community_safety_er_storm_preparation.aspx


OE/ISER Final Report 8/16/10                                                                               23 

Installing Asset Databases and Tools 
 

The ability to monitor critical facilities, such as pipeline networks, and reestablish production 

quickly in the event of damage is a key component of hurricane preparation and recovery for the 

petroleum industry.  One way that companies monitor their assets is through the use of 

Supervisory Control and Data Acquisition (SCADA) systems.  SCADA systems are computer-

based industrial control systems used to collect data and exercise control from a remote location.  

They are used in the pipeline industry to collect data from sensors in real time and relay that 

information to controllers.  Controllers can then remotely operate pipeline equipment such as 

valves and pumps.
50

  Satellite technology is frequently used to provide high quality connectivity 

for SCADA applications in the pipeline industry since it provides reliable communications, even 

in harsh environments.   

 

BP uses a SCADA system with state-of-the-art satellite communications, complemented in some 

areas by terrestrial circuits, radio links, and dial backup phone lines.  Every seven to 10 seconds 

it gathers more than 38,000 data points from over 300 locations, showing changes in fluid levels, 

pressure, flow, temperatures, gravity, alarms, security, pump speeds, hazardous atmosphere, and 

other critical readings.  The general location of pipeline irregularities can most often be 

determined relatively quickly by a skilled pipeline controller who can then close valves, isolate 

problems and make repairs.
51

 

 

The use of Geographic Information Systems (GIS) is becoming more common in the petroleum 

industry as a tool for analyzing and displaying infrastructure data.  For example, GIS programs 

can be utilized to monitor the condition and flow of pipelines during and after a hurricane.  One 

of the most difficult jobs after a hurricane is damage assessment.  GIS tools can play an 

important role in short-term recovery efforts by mapping damaged facilities, the type and amount 

of damage, and priorities for action.
52

  At least one company, ExxonMobil, uses a GIS-based 

generator tracking system to monitor the location and status of deployed portable generators.
53

    

 

Updates have also been made to rules that regulate the operation of control rooms, where this 

technology is most often located and operated.  DOT/PHMSA administers Control Room 

Management (CRM) rules that apply to operators of pipeline facilities with a controller who 

monitors and operates all or part of a pipeline facility through a SCADA system. Each operator 

must follow written control room management procedures as detailed by the rule.  The amended 

rule, effective February 2010, ensures that control systems are matched to human capabilities 

and limitations, including fatigue management.  The amendments are a result of National 

                                                 
50

 NTSB, Supervisory Control and Data Acquisition (SCADA) in Liquid Pipelines, Safety Study NTSB/SS-05/02, 
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51

 BP, http://www.bp.com/liveassets/bp_internet/globalbp/STAGING/global_assets/downloads/B/BPM_05two_ 

pipelines.pdf, accessed May 17, 2010.  
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Transportation Safety Board (NTSB) investigations into actual pipeline accidents, during which 

the NTSB identified key root causes and then proposed five areas for potential improvement:
54

 

 

Å Controller display graphics 

Å Alarm management 

Å Controller training 

Å Controller fatigue 

Å Leak detection 

 

The new regulations contain specific requirements for operators to design and operate their 

SCADA system to take specific account of these improvement areas and what is needed by the 

controller to properly do the job of keeping things operating safely and responsibly. 

 

Petroleum companies can draw upon databases and tools made available by regulatory agencies.  

In Texas, for instance, the Railroad Commission maintains a comprehensive critical 

infrastructure/key resources database of above- and underground storage, including the Strategic 

Petroleum Reserve, and meter and pump stations.
55

  The Texas Commission on Environmental 

Quality (TCEQ) developed and maintains interactive databases on environmental emergency, 

discharge, spill, or air release from refineries and above ground storage tanks.
56

    

Petroleum Infrastructure Resiliency 

Improving the resiliency of petroleum infrastructure involves activities that enable refineries, 

pipelines, terminals, and retail outlets to continue operating despite damage.  It also involves 

increasing the facilityôs capacity to return to normal operations rapidly if outages do occur. 

Petroleum companies may take resiliency measures as general precautions, or they may take 

them in preparation for specific storm events. 

General Readiness 

General readiness activities are geared toward preparing refineries, pipelines, terminals, and 

retail outlets to recover quickly from damage from flooding, extreme winds, and other impacts 

from storms.  Because such activities are considered effective against any storm event, they may 

occur before hurricane season or throughout the year.  They include: 

 

Å Conducting hurricane preparedness planning and training 

Å Complying with inspection protocols 

Å Improving employee communications and tracking 

Å Installing redundant communications 

Å Procuring mobile command vehicles 

Å Purchasing/leasing portable generators 

                                                 
54
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Å Pre-positioning and pre-wiring portable generators 

Å Securing alternate sources of gas supplies 

 

Conducting Hurricane Preparedness Planning and Training 

 

A hurricane preparation plan is the primary component of any petroleum companyôs overall 

storm resiliency.  Each plan lays out the steps necessary to minimize the potential impact to the 

facility from an approaching storm.  Typically, plans are reviewed for effectiveness and updated 

after each hurricane. 

 

The refinery and pipeline operators interviewed for this study all confirmed that they maintain 

confidential hurricane preparedness plans.  The companies would not share their plans with 

DOE, but they do share information with members of their trade organizations, the American 

Petroleum Institute (API), the National Petrochemical & Refiners Association (NPRA), and the 

Association of Oil Pipe Lines (AOPL).  API and AOPL are not as focused on hurricane planning 

as NPRA, which compiled the lessons learned from the 2005 hurricane season into a planning 

and crisis response guide for operators of refineries and petrochemical plants.  The NPRA 

Hurricane Security Operations
57

 addresses both pre-hurricane planning and recovery operations, 

and outlines specific steps to best prepare for a hurricane (see Table 3). 

 

ExxonMobil has extensive hurricane preparedness plans that include procedures for preparation, 

response, and recovery.  Approximately ten days before projected hurricane landfall, personnel 

and equipment preparations are started, including travel out of potentially impacted areas.
58

  

Preemptive inspections and preparations take place within approximately seven days from 

landfall.  About four days from landfall, coastal refineries that may be affected by the storm are 

shut down if necessary, or shifted to ñsafe parkò mode, a reduced-output state that helps conserve 

crude oil and other key supplies that may be interrupted by the storm.
59

   

 

Shell and Motiva also follow a phased approach for storm season preparations.  In advance of a 

storm, they consider all critical plant functions, including computing services, communications, 

utilities, crude oil deliveries, petrochemical feedstocks, product distribution, health, safety, and 

environment.  They have on duty at all times a workforce that can operate and maintain a facility 

safely, or if need be, shut down the units in a safe and controlled manner. They also have 

designated teams that stay behind during a storm.  These teams represent a mix of expertise, 

including logistics, security, site supervision, and emergency medical skills.
60

 

 

Chevronôs Pascagoula refinery has ten medical first responders and 25 nationally certified 

Emergency Medical Technicians on staff for medical emergencies. They also have an 

Emergency Response Team that includes 80 employee volunteers who complete 150 hours of 
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specialized training each year to respond to emergency situations.
61

  ExxonMobilôs Baytown 

refinery and Chemical Plant have a similar arrangement with 80 emergency response volunteers 

who are required to complete a minimum of 80 hours of training per year.
62

   

 

 
 

Complying with Inspection Protocols 

 

Regular inspections of petroleum refineries, terminals, and pipelines indicate whether equipment 

is properly functioning before a hurricane strikes.  These inspections often occur during 

maintenance or turnarounds.
63

  Even though not every unit at a refinery is impacted during each 
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 PlantServices, Plant Services names its Plant of the Year, http://www.plantservices.com/articles/2006/259.html, 

accessed May 10, 2010.  
62

 ExxonMobil, Emergency preparedness and response, http://www.exxonmobil.com/NA-

English/about_where_ref_bt_emergprep.aspx, accessed May 4, 2010. 
63

 A refinery turnaround is a planned, periodic shutdown of one or more refinery processing units (or possibly the 

entire refinery) to perform maintenance, inspection, and repair of equipment and to replace process materials and 

Table 3. Typical Petroleum Industry Emergency Response Plan Elements  

Å Establish an emergency management team 
- Appoint a senior official as team lead 
- Participate in daily calls 
- Set roles and responsibilities for responders 

Å Assess facility security 
- Identify critical sites that require security 
- Issue company badges and authorization letters to first responders 
- Detail the steps to secure critical sites, gates, and equipment 
- Itemize and stock supplies and equipment, including portable generators  

Å Enhance logistics 
- Provide security supplies and equipment to ride-out staff 
- Prepare for transportation needs, e.g., fill vehicle tanks, strategically position vehicles, 

prepare for convoy needs, obtain magnetic signs with company logo 
- Stock extra chains, padlocks, battery-operated lights, and spare parts 

Å Ensure reliable communications options 
- Incorporate all modes, e.g., landline, cell, satellite, walkie-talkies, blackberries 
- Authorize Wireless Priority Service on key cell phones and Government Emergency 

Telecommunications Service (GETS) cards 
- Update and distribute paper copies of contact information 

Å Coordinate with key personnel 
- Educate employees to prepare for extended shelter-in-place periods 
- Secure temporary lodging for displaced employees and their families 
- Have medical personnel on-site for first aid and immunizations 
- Set up hot-line or website for employee status reports 
- Arrange cash payroll and dispense emergency funds 

Å Maintain relations with communities and governmental agencies 
- Evaluate in advance governmental transportation permit requirements 
- Assess emergency procedures, evacuation, and search-and-rescue plans 
- Refuel State emergency vehicles and share food and water to win cooperation 
- Meet with electric utilities providing power to key assets 

 
Source: Adapted from NPRA, Hurricane Security Operations, May 31, 2006, and ExxonMobil, What we do when 

storms hit hard, http://www.exxonmobil.com/corporate/news_features_20090601_storm_prep.aspx, accessed May 18, 

2010. 
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turnaround, refineries are typically shut down (totally or partially) for maintenance that is 

scheduled at least one or two years in advance, and can last one to four weeks.
64

    

 

Refinery, pipeline, and terminal operators follow inspection-related codes, standards, and 

recommended practices developed and published by API.  Other organizations, e.g., the 

American National Standards Institute (ANSI) and the International Organization for 

Standardization (ISO), are encouraged to adopt APIôs codes, standards, and recommended 

practices. 

 

The selected API codes, standards, and recommended practices in Table 4 address inspection at 

refineries, pipelines, and terminals.  API sponsors an Individual Certification Program to certify 

inspectors responsible for enforcing Codes 510 and 570 and Standard 653.
65

 

 

Table 4. Selected API Inspection-Related Codes, Standards, and Practices  

API No. Title 

Code 510 Pressure Vessel Inspection Code: In-Service Inspection, Rating, Repair, and Alteration 

Code 570 
Piping Inspection Code: In-Service Inspection, Rating, Repair, and Alteration of Piping 
Systems 

RP 571 Damage Mechanisms Affecting Fixed Equipment in the Refining Industry   

RP 572 Inspection Practices for Pressure Vessels 

RP 574 Inspection Practices for Piping System Components 

RP 575 
Guidelines and Methods for Inspection of Existing Atmospheric and Low-Pressure Storage 
Tanks 

RP 576 Inspection of Pressure-Relieving Devices 

RP 577 Welding Inspection and Metallurgy 

RP 580 Risk-Based Inspection 

RP 581 Risk-Based Inspection Technology   

Std 598 Valve Inspection and Testing 

Std 650 Welded Tanks for Oil Storage: Tank Inspection, Repair, Alteration, and Reconstruction   

RP 651 Cathodic Protection of Aboveground Petroleum Storage Tanks   

Std 653 Aboveground Storage Tank Inspection, Repair, Alteration, and Reconstruction 

Std 2610 Design, Construction, Operation, Maintenance and Inspection of Terminal and Tank Facilities 
Notes:  RP = recommended practice; Std = Standard 

Source: Adapted from API, Standards, http://www.api.org/Standards/, accessed May 18, 2010. 

 

Most petroleum companies follow APIôs recommended practices and standards regarding 

inspections.  Inspections of aboveground petroleum product storage tanks (exceeding 50,000 

gallon capacity) are defined by API Standard 650, ñWelded Steel Tanks for Oil Storage.ò  The 

frequency and specifics of the inspections vary greatly based on the contents of the tank, the 

corrosion rate, location, local regulations, and other factors.  Normally, the schedule of 

inspections is set up at the time of construction and a record is kept of inspections, including any 

modifications, repairs, or changes of service.
66

 

 

                                                                                                                                                             
equipment that have worn out or broken, in order to ensure safe and efficient operations.  See EIA, 

www.eia.doe.gov/oiaf/servicerpt/refinery_outages/SROOG200701.pdf, accessed June 1, 2010.  
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Å Routine in-service external inspections are conducted monthly 

Å Turnaround inspections are conducted by an API-certified inspector at least every five years, 

and look for leaks, bulges, corrosion, settlement, and breaks in coating and insulation, as well 

as monitor cathodic protection systems 

Å Internal inspections of the bottom plates for corrosion and leaks are conducted at least every 

20 years 

 

There is very little regulatory oversight of hardening and resiliency efforts at refineries and 

petroleum pipelines.  The Federal Energy Regulatory Commission (FERC) oversees interstate 

pipeline movements, but is more focused on the pricing and monopolization of the market.  The 

PHMSA maintains more than 75 full-time pipeline inspectors in the field to inspect interstate 

pipelines and enforce compliance with Federal pipeline safety regulations.  However, the 

majority of pipeline inspections are carried out by State inspectors who work for State regulatory 

agencies.
 67

 

 

For pipelines, inspections are dictated by Federal law, which requires that rights-of-way are 

visually inspected at least 26 times a year either by walking, driving, or flying the course, or by 

other appropriate means.
68

  At intervals not exceeding five years, operators must also inspect 

each crossing under a navigable waterway to determine the condition of the crossing.
69

  Pipeline 

operators may enforce their own, more stringent inspection programs. At least one operator, BP, 

performs manned aerial inspections of both rights-of-way and pipelines 52 times a year.
70

  They 

are currently investigating the possibility of performing multiple inspections per week using 

unmanned aerial drones. 

 

Improv ing Employee Communications and Tracking 

 

All of the refinery and pipeline operators interviewed for this study indicated that the safety of 

their employees was paramount.  These companies provide shelter, food, supplies, and 

communications services to assist employees and speed recovery.  They have numerous methods 

of keeping track of their employees and communicating with them before, during, and after a 

hurricane.  These methods include websites, hotlines, and media channels, and are aimed at 

ensuring employee safety and enabling a quick and coordinated response after a storm has 

passed. 

 

Marathon assisted more than 650 employees and their families impacted by Hurricane Katrina 

through donations of food, water, generators, and other household items.  In addition, they set up 

temporary housing for employees whose homes had been damaged or destroyed and provided 

employees with interest-free loans up to $10,000 to assist in their recovery efforts.
71

 Marathon 

has since developed a website, www.MarathonCares.com, which serves as an employee 
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emergency communication center and provides timely information to employees and family 

members in the event of an emergency.  The system also provides critical contact information for 

the Corporate Emergency Response Team, refinery emergency hotlines, and other employee 

assistance contacts.
72

   

 

ExxonMobil has instituted an automated employee tracking system that can deliver two-way, 

interactive communications via phone and e-mail to ascertain the safety and well-being of 

employees in an emergency situation. The Automated Tracking System stores employee 

emergency contact information and provides a toll-free number for employees to report their 

status following an emergency.
73

 

 

Shell and Motiva work with the media and other communication channels to instruct employees 

not to report to work when conditions may be unsafe.
74

 

 

Chevron provides a toll-free Gulf Coast Employee Hotline for employees and contractors, their 

families, and friends that can be used to report the whereabouts of employees or contractors.  In 

emergency situations, employees and contractors are required to call their plantôs toll-free 

emergency information number for recorded status updates on plant shutdown, reporting back to 

work, plant restart, and other critical information.
75

 

 

In Texas, the Railroad Commission assumes responsibility for notifying the public of incoming 

hurricanes starting 120 hours in advance of potential landfall.  It releases public service 

announcements on radio and other media, and initiates preparedness and response actions.
76

   

 

Also after Katrina, the State of Illinois, working with the State of Louisiana, contributed a 

number of Ground Control Magellan Mobile Satellite Internet Systems (MSS) to provide 

communications for Katrina relief efforts.  A large tent was erected that housed 30 laptops that 

were simultaneously connected to the MSS's wireless networks. Each workstation had Voice-

Over-Internet-Protocol capabilities and videoconference capacity via web cam (see Figure 8).
77

 

 

During Hurricane Rita, PHMSA facilitated efforts to obtain temporary housing through FEMA 

for pipeline personnel in the Gulf area.  Temporary housing was provided in the form of mobile 

homes and trailers.
78
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Installing Redundant Communications 

 

During hurricane emergencies, landlines often 

fail and wireless systems can become 

congested. Because hurricane preparation, 

response, and recovery depends on a 

companyôs ability to communicate with 

personnel and other business units, the 

installation of secondary or redundant 

communication channels is widely regarded as 

an essential element of hurricane readiness.  

When landlines fail, companies can use 

secondary cellular networks, satellite 

communications, internet voice 

communications services, and priority calling 

capabilities to ensure that communications 

with company personnel and local and Federal government agencies are maintained.  A number 

of refiners store satellite phones in corporate offices, delivering them to the potentially impacted 

facility before a hurricane makes landfall. 

 

Almost every refiner and pipeline operator indicated that their employees use two priority calling 

services made available by the National Communications System: 

 

Å Government Emergency Telecommunications Service (GETS) 

Å Wireless Priority Service (WPS) 

 

GETS provides priority treatment for authorized users to ensure a higher rate of call completion 

during periods of outages or congestion resulting from disasters.  GETS utilizes local networks 

provided by Local Exchange Carriers and wireless providers, major long-distance networks and 

international services, and government leased networks.  GETS is accessed through a universal 

access number plus a PIN that is authenticated to guarantee priority service.
79

  Key personnel 

work with government officials to obtain a GETS emergency card.  During Hurricanes Katrina 

and Rita, the National Communications System issued over 1,000 new GETS cards and over 

40,000 GETS calls were made in the ensuing recovery period. Over 5,500 GETS calls were 

made by emergency response officials in Louisiana alone, allowing them to complete calls that 

otherwise would not have gone through due to congestion and outages resulting from the damage 

to the infrastructure.
80

   

 

WPS is the wireless counterpart of GETS.  It provides priority treatment for calls made from cell 

phones during periods of wireless network congestion. WPS is an add-on feature subscribed on a 

per-cell phone basis that works with existing cell phones in WPS-enabled cellular networks.  

WPS provides priority for emergency calls through a combination of special cellular network 
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 Statement of Dr. Peter M. Fonash, Deputy Manager, National Communications System, Before the Senate 

Committee on Homeland Security and Governmental Affairs, February 6, 2006. http://hsgac.senate.gov/public/, 
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Figure 8.  Communications Tent  

 
Source: http://www.groundcontrol.com/katrina.htm,  accessed 

May 5, 2010.  

http://gets.ncs.gov/program_info.html
http://hsgac.senate.gov/public/
http://www.groundcontrol.com/katrina.htm
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features and the same high probability of completion features used by GETS:  WPS calls wait in 

queue for the next available channel if a channel is not immediately available.
81

 

 

Procuring Mobile Command Vehicles 

 

Mobile command vehicles are used in many 

sectors of the economy.  The vehicles purchased 

or leased by refiners and pipeline operators are 

often similar to those ordered by local 

governments (county, parish, or city), especially 

in areas where refineries and terminals are 

located (see Figure 9).  The vehicles are 

equipped with office computers and printers, 

satellite phone and internet, emergency lighting, 

and other supplies. 

 

Refineries have had their own fire and rescue 

vehicles for decades. The need for mobile command centers sprouted in the late 1990s when 

hurricanes flooded refineries and terminals, making it impossible for operators to access their 

control rooms and offices.  Some mobile command centers occupy a small truck.
82

  The fire 

brigade at the ConocoPhillips Lake Charles refinery includes two similar command vehicles and 

an enclosed rescue trailer.
83

  Larger trailer-based mobile command centers are used by local 

governments in the Gulf region (see Figure 10).   

 

Most of the pipeline operators 

interviewed (especially those 

managing large terminals) have 

mobile command centers in 

addition to a variety of trucks 

for fire suppression.  At least 

one, Kinder Morgan, has a 

centrally stationed 

communications trailer 

equipped with satellite 

telephones and portable 

generators.
84
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 Clegg Industries built the unit for Chevron; General Truck Body built units for BP and Valero.  Many other 
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Figure 9. Incident Command Center 

 
Source: Clegg Industries, built for Chevron, 

http://www.cleggind.com/specialtyvehicles/chevronrefinery.

html, accessed May 22, 2010. 

Figure 10. Jefferson Parish, Louisiana Command 
Vehicle 

 
Source: www.jeffparish.net/index.cfm?DocID=6253, accessed May 11, 2010. 

http://wps.ncs.gov/program_info.html
http://www.fireworld.com/ifw_articles/assembling_090107.php
http://www.cleggind.com/specialtyvehicles/chevronrefinery.html
http://www.cleggind.com/specialtyvehicles/chevronrefinery.html
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Purchasing or L easing Portable Generators 

 

The loss of grid electricity at refineries, pipeline pumping stations, terminals, and other 

petroleum industry facilities during a hurricane can severely limit or shut down operations at a 

facility, even if the facility itself is not damaged.  Without power, refineries cannot continue to 

operate, and petroleum products cannot be moved through pipelines.  During electrical outages, 

therefore, petroleum companies rely on portable generators to provide electricity to critical 

facilities until grid power can be restored.  Purchasing portable generation equipment, or leasing 

it in advance, ensures that there will be no delays in procuring reliable power when a hurricane 

approaches.   

 

Portable generators are available in a range of sizes and capacities, from retail scale units (~35 

kW) to large 2-MW trailer-mounted units (see Figure 11).  Even the large 2-MW mobile 

generators cannot provide enough electricity to power an entire refinery.  However, these 

generators are used to operate the data control center, critical IT facilities, or maintain selected 

units in idle mode (as opposed to shutdown) for a faster recovery.  In addition, two 2-MW units 

can power a small 2,500-horsepower (hp) pump station, maintaining pipeline operations. The 

small portable generators are primarily for retail outlets.  These units are typically pre-wired to 

enable rapid start-up. 

 

The National Fire Protection Association 

Standard 110 "Standard for Emergency 

and Standby Power Systems" provides 

guidance regarding the amount of fuel to 

maintain onsite for a portable generator, 

which may be required to operate for up 

to 96 hours, or possibly more.
85

 

 

Economic considerations determine 

whether refiners and pipeline operators 

choose to purchase or lease portable 

generators.  All of the Gulf Coast refiners interviewed purchase and/or lease large mobile 

generators.  A new 2-MW trailer-mounted unit costs approximately $0.5 million.  This is the 

delivered price of the generator; necessary accessories (e.g., cables, batteries, fuel tanks) must be 

purchased, which will raise the installed price over $1 million.
86

   

 

ConocoPhillipsô Alliance refinery in New Orleans leases generators for use as backup power for 

water extraction pumps.  The pumps are located at one of the lowest ground areas of the refinery 

and are designed to redirect storm water away from the plant and refinery equipment.  The setup 

includes two 2-MW trailer-mounted Kohler generators providing redundant backup power to 

four 390-hp pumps.  In addition, two transformers and a motor control center are wired to the 

generators.  The full setup requires 3,600 feet of cable.  The configuration is designed so that two 
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 National Fire Protection Association, Standard 110 "Standard for Emergency and Standby Power Systems" (2005 
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Figure 11. Large Mobile Generators 

 
Source: ExxonMobil, April 2010. 

http://www.nfpa.org/catalog/product.asp?pid=11010&order%5Fsrc=B484,
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pumps can run entirely on one generator, or all four pumps can share the electrical load between 

the two generators.
87

  

 

All but one of the interviewed pipeline operators indicated that they lease rather than buy their 

mobile generators, either before the hurricane season starts or after a storm makes landfall.  One 

operator noted that there was little benefit to leasing large generators and has stopped this 

practice.  The experience of this operator was that it incurred significant expenses hooking up the 

leased generators, and in the end the effort did not benefit the movement of product up the 

pipeline.  From the perspective of this operator, an area power outage means that there is no 

refinery production or stock drawdown to keep the pipeline operational, which makes leasing a 

portable generator not cost-effective.  

 

Colonial Pipeline is the one pipeline operator that purchased generators.  To avoid a recurrence 

of the shutdowns it experienced during the 2005 hurricane season, Colonial purchased 12 trailer-

mounted Mitsubishi portable generators, seven transformers, and miles of associated cabling in 

2006. 
88

 Colonial prepares for hurricane season by completing maintenance and testing to ensure 

generators are road-worthy and that contractors are lined up to install and start up the units (see 

case study). 

 

Pre-positioning and Pre-wiring Portable Generators 

 

Another hurricane resiliency practice is to strategically pre-position portable generators in 

locations that are beyond the storm track, but in close proximity to the affected facilities to allow 

rapid deployment.  Smaller portable generators are pre-wired at critical communications and IT 

facilities.  Companies will also procure substation and transformer components before a storm 

arrives so that any damaged equipment can be restored to normal operating conditions rapidly.  

Four interviewed companies indicated that they have pre-wired critical sections of their refineries 

and pipeline terminals. 

 

Positioning generators to power key service stations along evacuation routes is another element 

of hurricane resiliency planning.  These stations provide critical fuel and supplies to residents 

and responders before and after a storm evacuation.  Even undamaged retail stations may require 

emergency power to remain open. 

 

All petroleum companies that operate retail stores on the Gulf Coast and in the Southeast 

indicated that they have pre-wired some of their service stations.  In addition, Shell has pre-wired 

all critical terminals in its South Distribution Region for portable generators and transformers so 

that deliveries can be quickly restored following a hurricane.  Shell has also pre-positioned 

portable generators in safe areas in the Gulf region to ensure rapid deployment.
89
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Figure 12. Portable Generator 
Cabling 

 
Source: Colonial Pipeline, 2009 Tulane 

Engineering Forum. 

 

Figure 13. Portable 
Generators in Texas 

 
Source: Colonial Pipeline, 2009 Tulane 

Engineering Forum. 
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Experience with Mobile Generators 
 

Setting up mobile generators and transformers can be 

daunting, particularly when laying 6,000 feet of cable 

for six generators in wet, soggy area (see Figure 12):  

 

Å 30 cables (each 140 feet long) between each 

generator and transformer 

Å Six cables (each 300 feet long) between each 

transformer and the main bus 

 

In 2008, Colonial Pipeline activated these generators 

multiple times. On September 3, 2008, Colonial started 

to set up six mobile generators at its blacked-out Baton 

Rouge, Louisiana pump station.  It took 48 hours and 

over 100 Colonial staff and contractors to install, wire 

and start-up the units.  Tear-down of the site started on 

September 8, 2008, after grid power was restored. 

 

On September 14, 2008, Colonial Pipeline organized a 

convoy to move eight generators, two trailers of 

transformers, two container trailers holding cable, and 

other equipment from Baton Rouge to their Hebert 

Station and Port Arthur, Texas facilities, which were 

blacked out by Ike (see Figure 13).  Over 100 Colonial 

personnel and contractors were involved in the 

generator deployment to Texas.  The generators ran 

intermittently for a week, stopping when fuel supplies 

ran out. The generators and auxiliary equipment are 

stored at the Kola pumping station in Collins, 

Mississippi, where they sit ready to be deployed again.  

 
Source: Patrick J. Mihelick, ñColonial Pipeline, One Pipeline Companyôs Response to Hurricanes Gustav and Ike,ò 2009 Tulane 

Engineering Forum, http://www.tulane.edu/~sse/FORUM_2009/program/, accessed January 20, 2010. 

 

 

ExxonMobil owns one of the industryôs largest fleet of small portable generators (see Figure 14).  

The company has positioned 90 small mobile generators in four storage facilities within 200 

miles of the Gulf Coast.  In addition, it plans to install 10 permanent generators at various 

locations throughout Florida.
90

  ExxonMobil retail stations are pre-wired for portable generators 

to facilitate rapid start-up and operation.  The generators are loaded on flatbed trucks and are 
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 ExxonMobil. http://www.exxonmobil.com/corporate/community_safety_er_storm_preparation.aspx, accessed 

May 4, 2010.  


















































































